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101.17.10 [HCD 2]—Department of Housing and Community
Development.

Application—Permanent buildings and permanent accessory
buildings or structures constructed within mobile home parks,
and special-occupancy parks that are under the control and own-
ership of the park operator.

Enforcing Agency—Local building department or other local
agency responsible for the enforcement of Health and Safety Code
Division 13, Part 2.1 commencing with Section 18200 through
18700 or the Department of Housing and Community Develop-
ment.

Authority Cited—Health and Safety Code Section 18300.

Reference—Health and Safety Code Sections 18200 through
18700.

101.17.11 DSA/AC—Access Compliance, Division of the State
Architect.

General. To assure that barrier-free design is incorporated in
all buildings, facilities, site work and other improvements to
which this code applies in compliance with state law to assure that
these improvements are accessible to and usable by persons with
disabilities. Additions, alterations and structural repairs in all
buildings and facilities shall comply with these provisions for new
buildings, except as otherwise provided and specified herein.

The provisions of these regulations shall apply to any portable
buildings leased or owned by a school district, and shall also
apply to temporary and emergency buildings and facilities.

In addition, to incorporate standards at least as restrictive as
those required by the federal government for barrier-free design
under (1) Title IIl (Public Accommodations and Commercial
Facilities), Subpart D (New Construction and Alteration) and Ap-
pendix A (Americans with Disabilities Act Accessibility Guide-
lines) (see 28 C.FER., Part 36), and (2) Title II (Public Entities),
Section 35.151 (New Construction and Alterations) (see 28
C.ER., Part 35) both from the Americans with Disabilities Act of
1990, and (3) under the Fair Housing Amendments of 1988. Some
of these regulations may be more stringent than state law in order
to meet the federal requirement.

1. Application. Publicly funded buildings, structures, side-
walks, curbs and related facilities shall be accessible to and us-
able by persons with disabilities as follows:

NOTE: See Government Code commencing with Section 4450.

1.1 All buildings, structures, sidewalks, curbs and related
facilities constructed in the state by the use of state,
county or municipal funds, or the funds of any political
subdivision of the state.

1.2 All buildings, structures and facilities that are leased,
rented, contracted, sublet or hired by any municipal
county, or state division of government, or by a special
district.

1.3 All publicly funded buildings used for congregate resi-
dences or for one- or two-family dwelling unit purposes
shall conform to the provisions applicable to living
accommodations.

1.4 All existing publicly funded buildings and facilities
when alterations, structural repairs or additions are
made to such buildings or facilities. For detailed re-
quirements on existing buildings, see Chapter 11B,
Division IV.

1.5 With respect to buildings, structures, sidewalks, curbs
and related facilities not requiring a building permit,

building standards published in the California Building
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101.17.12

Standards Code relating to access for persons with dis-
abilities and other regulations adopted pursuant to
Government Code Section 4450, and in effect at the
time construction is commenced, shall be applicable.

2. Application. All privately funded public accommodations,
as defined, and commercial facilities, as defined, shall be accessi-
ble to persons with physical disabilities as follows:

NOTE: See Health and Safety Code commencing with Section
19952.

EXCEPTION: Certain types of privately funded multistory build-
ings do not require installation of an elevator to provide access above
and below the first floor. See Chapter 11B.

NOTE: Exceptions for multistoried buildings formerly located in
this section have been moved to Chapter 11B.

2.1 Any building, structure, facility, complex, or improved
area, or portions thereof, which are used by the general
public.

2.2 Any sanitary facilities which are made available for the
public, clients or employees in such accommodations
or facilities.

2.3 Any curb or sidewalk intended for public use that is con-
structed in this state with private funds.

2.4 All existing privately funded public accommodations
when alterations, structural repairs or additions are
made to such public accommodations as set forth under
Chapter 11B.

3. Application—Public Housing and Private Housing Avail-
able for Public Use.

NOTE: See Government Code Sections 4450 and 12955.1 (d).
4. Enforcing Agency.

4.1 The director of General Services where state funds are
utilized for any project or where funds of counties, mu-
nicipalities or other political subdivisions are utilized
for the construction of elementary, secondary or com-
munity college projects.

4.2 The governing bodies where funds of counties, munici-
palities or other political subdivisions are utilized ex-

cept as otherwise provided above.

4.3 The building department of every city, county, or city
and county within the territorial area of its city, county,
or city and county, where private funds are utilized.
“Building department” means the department, bureau
or officer charged with the enforcement of laws or ordi-
nances regulating the erection or construction, or both

the erection and construction, of buildings.

5. Special Conditions for Persons with Disabilities Requiring
Appeals A ction Ratification. Whenever reference is made in these
regulations to this section, the findings and determinations re-
quired to be rendered by the local enforcing agency shall be sub-
Jject to ratification through an appeals process.

6. Authority Cited—Government Code Section 4450.

7. Reference—Government Code Sections 4450 through
4460, 12955.1(d) and Health and Safety Code Sections 18949.1,
19952 through 19959.

101.17.12 DSA/SS—Division of the State Architect-Structural
Safety.
Application—Public elementary and secondary schools, com-

munity college buildings and state-owned or state-leased essen-
tial services buildings.
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101.17.12
101.17.14

Enforcing Agency—DSA/SS.

Authority Cited—Fducation Code Sections 17310 and 81142,
and Health and Safety Code Section 16022.

Reference—Education Code Sections 17280 through 17316,
and 81130 through 81147, and Health and Safety Code Sections
16000 through 16023.

The Division of the State Architect has been delegated the re-
sponsibility and authority by the Department of General Services
to review and approve the design and observe the construction of
public school buildings and state-owned or state-leased essential
services buildings.

The applicable building standards are as follows:
1. Administrative Regulations.

1.1 SchoolBuildings; Sections 4-301 through 4-355, Group
1, Chapter 4, Part 1, Title 24, California Code of Regu-
lations.

1.2 State-owned or State-leased Essential Services Build-
ings; Sections 4-201 through 4-249, Chapter 4, Part 1,
Title 24, California Code of Regulations.

2. Technical Regulations.

Various model codes adopted by reference into the California
Building Standards Code, Title 24, Parts 2, 3, 4, 5, 6, 7 and 12,
California Code of Regulations, for school buildings, community
colleges and state-owned or state-leased essential service build-
ings.

The Division of the State Architect, in the performance of its du-
ties, coordinates with other state offices as follows:
2.1 California Building Standards Commission
2.2 Office of Statewide Health Planning and Development
2.3 Office of the State Fire Marshal
2.4 Real Estate Services Division
2.5 Office of Public School Construction

101.17.13 OSHPD—Office of Statewide Health Planning and
Development.

1. OSHPD 1

Application—General acute-care hospitals and acute psychiat-
ric hospitals. For Structural Regulations: Skilled nursing facili-
ties and/or intermediate care facilities except those skilled
nursing facilities and intermediate care facilities of single-story,
Type V, wood or light steel-frame construction.

Enforcing Agency—OSHPD. The office shall enforce the Divi-
sion of the State Architect access compliance regulations and the
regulations of the Office of the State Fire Marshal for the above
stated facility types.

Authority Cited—H&SC §127010, 127015, 1275 and 129850.

Reference—H&SC §127010, 127015, 1275 and 129675
through 129990, H&SC §19958 and H&SC §129680.

2. OSHPD 2

Application—Skilled nursing facilities and intermediate care
facilities. For structural regulations: Single-story, Type V skilled
nursing and/or intermediate-care facilities utilizing wood or light
steel-frame construction.

Enforcing Agency—OSHPD. The office shall also enforce the
Division of the State Architect access compliance regulations and
the regulations of the Office of the State Fire Marshal for the
above stated facility type.
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Authority Cited—H&SC §127010, 127015, 1275 and 129850.
Reference—H&SC §127010, 127015, 1275 and 129680.

3. OSHPD 3

Application—Licensed Clinics.
Enforcing Agency—Local building department.
Authority Cited—H&SC §127010, 127015 and 1226.

Reference—H&SC §127010, 127015 and 1226, GC §54350,
H&SC §129885 and State Constitution Article 11 §7.

4. OSHPD 4
Application—Correctional Treatment Centers.

Enforcing Agency—Office of Statewide Health Planning and
Development. The Office shall also enforce the Division of the
State Architect access compliance regulations and the regulations
of the Office of the State Fire Marshal for the above stated facility

types.
Authority Cited—H&SC §127010, 127015 and 1226.

Reference—H&SC §127010, 127015, 1275 and 129675
through 129990.

101.17.14 SFM—OY(fice of the State Fire Marshal.

Any building or structure used or intended for use as an asylum,
jail, mental hospital, hospital, home for the elderly, children’s
nursery, children’s home or institution, school or any similar oc-
cupancy of any capacity.

Any theater, dancehall, skating rink, auditorium, assembly hall,
meeting hall, nightclub, fair building, or similar place of assem-
blage where 50 or more persons may gather together in a building,
room or structure for the purpose of amusement, entertainment,
instruction, deliberation, worship, drinking or dining, awaiting
transportation, or education.

Authority Cited—Health and Safety Code Section 13143.

Reference—Health and Safety Code Sections 13143, 1566. 45,
1531.3 and 1568.0832.

Small Family Day-care Homes

Authority Cited—Health and Safety Code Sections 1597.45,
1597.54, 13143 and 17921.

Reference—Health and Safety Code Section 13143.
Large Family Day-care Homes

Authority Cited—Health and Safety Code Sections 1597.46,
1597.54 and 17921.

Reference—Health and Safety Code Section 13143.

Residential Facilities and Residential Facilities for the
Elderly

Authority Cited—Health and Safety Code Sections 13113,
13131.5 and 13133.

Reference—Health and Safety Code Sections 13143, 1569.72.

Any state institution or other state-owned or state-occupied
building.

Authority Cited—Health and Safety Code Section 13108.
Reference—Health and Safety Code Section 13143.
High-rise Structures

Authority Cited—Health and Safety Code Section 13211.
Reference—Health and Safety Code Section 13143.
Motion Picture Production Studios

Authority Cited—Health and Safety Code Section 13143.1.
Reference—Health and Safety Code Section 13143.
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202

Chapter 2
DEFINITIONS AND ABBREVIATIONS

SECTION 201 — DEFINITIONS

201.1 General. For the purpose of this code, certain terms,
phrases, words and their derivatives shall be construed as speci-
fied in this chapter and elsewhere in this code where specific defi-
nitions are provided. Terms, phrases and words used in the
singular include the plural and the plural the singular. Terms,
phrases and words used in the masculine gender include the femi-
nine and the feminine the masculine.

Where terms, phrases and words are not defined, they shall have
their ordinary accepted meanings within the context with which
they are used. Webster’s Third New International Dictionary of the
English Language, Unabridged, copyright 1986, shall be consid-
ered as providing ordinarily accepted meanings.

201.2 Standards of Quality.

201.2.1 General. The standards listed below labeled a “UBC
Standard” are also listed in Chapter 35, Part II, and are part of this
code. The other standards listed below are recognized standards
(see Sections 3503 and 3504).

201.2.2 Noncombustible material.
UBC Standard 2-1, Noncombustible Material Test

201.2.3 Burning characteristics of building materials.

1. UBC Standard 8-1, Test Method for Surface-burning Charac-
teristics of Building Materials

2. UBC Standard 23-4, Fire-retardant-treated Wood Tests on
Durability and Hygroscopic Properties

3. UBC Standard 26-5, Chamber Method of Test for Measuring
the Density of Smoke from the Burning or Decomposition of Plas-
tic Materials

4. UBC Standard 26-6, Ignition Properties of Plastics

201.2.4 Corrosives and irritants.
1. 49 C.F.R. 173, Appendix A, Testing for Corrosiveness
2.16 C.F.R. 1500.41 and 1500.42, Methods of Testing Primary
Irritant Substances and Test for Eye Irritants

201.2.5 Ranking of hazardous materials.

UFC Standard 79-3, Identification of the Health, Flammability
and Reactivity of Hazardous Materials

201.2.6 Classification of plastics.

UBC Standard 26-7, Method of Test for Determining Classifi-
cation of Approved Light-transmitting Plastics

SECTION 202 — A

ACCESSFLOOR SYSTEM is an assembly consisting of pan-
els mounted on pedestals to provide an under-floor space for the
installations of mechanical, electrical, communication or similar
systems or to serve as an air-supply or return-air plenum.

ACCESSIBLE. [For HCD 1/AC] See Chapter 11A, Section
1102A.1-A. [For DSA/AC] See Chapter 11A, Section 1102A.1-A
and Chapter 11B, Section 1102B.

ACCESSIBILITY. [For HCD 1/AC] See Chapter 11A, Sec-
tion 1102A.1-A. [For DSA/AC] See Chapter 11A, Section
1102A.1-A and Chapter 11B, Section 1102B.
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[For DSA/AC] ACCESSIBLE ELEMENT is an element spe-
cified by the regulations adopted by the Division of the State
Architect/Access Compliance.

[For DSA/AC]ACCESSIBLE LOCATION is a location which
can be reached by an employee standing on the floor, platform,
runway or other permanent working area.

ACCESSIBLE ROUTE OF TRAVEL. [For HCD 1/AC] See
Chapter 11A, Section 1102A.1-A. [For DSA/AC] See Chapter
11A, Section 1102A.1-A and Chapter 11B, Section 1102B.

[For DSA/AC]ACCESSIBLE SPACE is a space that complies
with the regulations adopted by the Division of the State Architect/
Access Compliance.

ACCREDITATION BODY is an approved, third-party orga-
nization that initially accredits and subsequently monitors, on a
continuing basis, the competency and performance of a grading or
inspection agency related to carrying out specific tasks.

[For HCD 1 & HCD 2] ACI is the American Concrete Insti-
tute, P.O. Box 9094, Farmington Hills, Michigan 48333.

[For DSA/AC & HCD 1/AC] ADAPTABLE DWELLING
UNIT. See Chapter 11A, Section 1102A.1-A.

ADDITION is an extension or increase in floor area or height of
a building or structure.

AEROSOL is a product that is dispensed by a propellant from a
metal can up to a maximum size of 33.8 fluid ounces (1000 mL) or
a glass or plastic bottle up to a size of 4 fluid ounces (118.3 mL),
other than a rim-vented container.

[For SFM] AGED HOME OR INSTITUTION is a facility
used for the housing of persons 65 years of age or older in need of
care and supervision. (See definition of “care and supervision,”
Section 204.)

AGRICULTURAL BUILDING is a structure designed and
constructed to house farm implements, hay, grain, poultry, live-
stock or other horticultural products. This structure shall not be a
place of human habitation or a place of employment where agri-
cultural products are processed, treated or packaged, nor shall it be
a place used by the public.

[ForHCD 1 & HCD 2] AISC isthe American Institute of Steel
Construction, Inc., One East Wacker Drive, Suite 3100, Chicago,
Illinois 60601-2001.

[For DSA/AC] AISLE is a circulation path between objects
such as seats, tables, merchandise, equipment, displays, shelves,
desks, etc.

[For DSA/AC] AISLE, EMPLOYEE AREAS, (as required
for architectural accessibility) is a space that serves as a passage-
way, which is created by architectural components such as walls,
fixed cabinetry or fixtures and not moveable components such as
furniture.

ALLEY is any public way or thoroughfare less than 16 feet
(4877 mm) but not less than 10 feet (3048 mm) in width that has
been dedicated or deeded to the public for public use.

[For DSA/AC] ALTER or ALTERATION is any change, ad-
dition or modification in construction or occupancy or structural
repair or change in primary function to an existing structure other
than repair or addition.

AMUSEMENT BUILDING. See Section 408.2.

ANSI is the American National Standards Institute, 1430
Broadway, New York, New York 10018.
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APARTMENT HOUSE is any building or portion thereof that
contains three or more dwelling units and, for the purpose of this
code, includes residential condominiums.

APPROVED, as to materials and types of construction, refers
to approval by the building official as the result of investigation
and tests conducted by the building official, or by reason of
accepted principles or tests by recognized authorities, technical or
scientific organizations.

[ForHCD 1 & HCD 2, DSA/AC] Approved means meeting the
approval of the enforcement agency, except as otherwise provided
by law, when used in connection with any system, material, type of
construction, fixture or appliance as the result of investigations
and tests conducted by the agency, or by reason of accepted prin-
ciples or tests by national authorities, technical, health, or scien-
tific organizations or agencies.

NOTES: 1. See Health and Safety Code Section 17920 for “ap-
proved” as applied to residential construction and buildings or struc-
tures accessory thereto, as referenced in Section 101.17.9.

2. See Health and Safety Code Section 17921.1 for “approved” as
applied to the use of hotplates in residential construction referenced in
Section 101.17.9.

3. See Health and Safety Code Section 17921.3 for “approved” as
applied to low-flush water closets in residential construction, as refer-
enced in Section 101.17.9.

4. See Health and Safety Code Section 19966 for “approved” as
applied to factory-built housing as referenced in Section 101.17.9.

APPROVED AGENCY is an established and recognized
agency regularly engaged in conducting tests or furnishing in-
spection services, when such agency has been approved.

APPROVED FABRICATOR is an established and qualified
person, firm or corporation approved by the building official pur-
suant to Section 1701.7 of this code.

[For HCD 1 & HCD 2] APPROVED LISTING AGENCY is
any agency approved by the enforcement agency unless otherwise
provided by statute, which is in the business of listing and labeling
and which makes available at least an annual published report of
such listings in which specific information is included that the
product has been tested to recognized standards and found to com-
ply.

[For DSA/AC, HCD 1 & HCD 2] APPROVED TESTING
AGENCY is any agency which is determined by enforcement
agency, except as otherwise provided by statute, to have adequate
personnel and expertise to carry out the testing of systems, materi-
als, type of construction fixtures or appliances.

AREA. See “floor area.”

ASSEMBLY BUILDING is a building or portion of a building
used for the gathering together of 50 or more persons for such pur-
poses as deliberation, education, instruction, worship, entertain-
ment, amusement, drinking or dining, or awaiting transportation.

[For DSA/AC, SFM] Any building or structure or portion
thereof used or intended to be used for the showing of motion pic-
tures when an admission fee is charged and when such building or
structure is open to the public and has a capacity of 10 or more
persons.

[For DSA/AC & HCD 1/AC] ASSISTIVE DEVICE. See
Chapter 11A, Section 1102A.1-A.

ASTM is the American Society for Testing and Materials, 100
Barr Harbor Drive, West Conshohocken, Pennsylvania 19428.

ATRIUM is an opening through two or more floor levels other
than enclosed stairways, elevators, hoistways, escalators, plumb-
ing, electrical, air-conditioning or other equipment, which is
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closed at the top and not defined as a mall. Floor levels, as used in
this definition, do not include balconies within assembly occupan-
cies or mezzanines that comply with Section 507.

[For HCD 1 & HCD 2] ATTIC STORY is any story immedi-
ately below the roof and wholly or partly within the roof framing,
designed, arranged or built for business or storage use.

AUTOMATIC, as applied to fire-protection devices, is a de-
vice or system providing an emergency function without the ne-
cessity of human intervention and activated as a result of a
predetermined temperature rise, rate of rise of temperature or in-
crease in the level of combustion products.

AUTOMATIC DOOR. [For HCD 1/AC] See Chapter 11A,
Section 1102A.1-A. [For DSA/AC] See Chapter 11A, Section
1102A.1-A and Chapter 11B, Section 1102B.

SECTION 203 — B

BALCONY is that portion of the seating space of an assembly
room, the lowest part of which is raised 4 feet (1219 mm) or more
above the level of the main floor and shall include the area provid-
ing access to the seating area or serving only as a foyer.

BALCONY, EXTERIOR EXIT. See Section 1006.3.

BASEMENT is any floor level below the first story in a build-
ing, except that a floor level in a building having only one floor
level shall be classified as a basement unless such floor level qual-
ifies as a first story as defined herein.

[For DSA/AC, HCD 1/AC] BATHROOM. See Chapter 11A,
Section 1102A.2-B.

[For SFM] BEDRIDDEN PERSON means a person requir-
ing assistance in turning and repositioning in bed, or being unable
to independently transfer to and from bed, except in facilities with
appropriate and sufficient care staff, mechanical devices if neces-
sary, and safety precautions as determined in Title 22 regulations,
by the Director of Social Services or his or her designated repre-
sentative.

The Director of Social Services or his or her designated repre-
sentative shall make the determination of the bedridden status of
persons with developmental disabilities, in consultation with the
Director of Developmental Services or his or her designated rep-
resentative.

The Director of Social Services, or his or her designated repre-
sentative shall make the determination of the bedridden status of
all other persons with disabilities who are not developmentally
disabled.

NOTE: Authority cited: Health and Safety Code Section 13143,
1531.3,1566.45, 1568.01, 1568.0832 and 1569.72. Reference: Health
and Safety Code Section 13133.

BOILER, HIGH-PRESSURE, is a boiler furnishing steam at
pressures in excess of 15 pounds per square inch (psi) (103.4 kPa)
or hot water at temperatures in excess of 250°F (121°C), or at pres-
sures in excess of 160 psi (1103.2 kPa).

BOILER ROOM is any room containing a steam or hot-water
boiler.

[For DSA/AC,HCD 1 & HCD 2, SFM, DSA/AC] BUILDING
is any structure as to which state agencies have regulatory power,
used or intended for supporting or sheltering any use or occupan-
cy, housing or enclosure of persons, animals, chattels, equipment
or property of any kind, and also includes structures wherein
things may be grown, made, produced, kept, handled, stored or
disposed of, and all appendages, accessories, apparatus,
appliances and equipment installed as a part thereof.

“Building” shall not include machinery, equipment or
appliances installed for manufacture or process purposes only,

NOVEMBER 7, 2003 EMERGENCY SUPPLEMENT
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nor shall it include any construction installations which are not a
part of a building, any tunnel, mine shaft, highway or bridge, or
include any house trailer or vehicle which conforms to the Vehicle
Code.

NOTE: BUILDING shall have the same meaning as defined in
Health and Safety Code Section 17920 and 18908 for the applications
specified in Sections 101.17.9 and 101.17.10.

[For HCD 1/AC, DSA/AC] BUILDING ENTRANCE ON AN

[ePdetdebdebdeb ok dokde!

203

ACCESSIBLE ROUTE. See Chapter 11A, Section 1102A.2-B.

[For HCD 1 & HCD 2, DSA/AC] BUILDING, EXISTING,
is a building erected prior to the adoption of this code, or one for
which a legal building permit has been issued.

[For DSA/AC, HCD 1 & HCD 2] BUILDING OFFICIAL is
the officer or other designated authority charged with the adminis-
tration and enforcement of this code, or the building official’s duly

(Text continues on page 1-9.)
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of such detectors shall cause a visual display on the corridor side
of the room in which the detector is located and shall cause an au-
dible and visual alarm at the respective nurses’ station. When
single-station detectors and related devices are combined with a
nursing call system, the nursing call system shall be listed for the
intended combined use.

EXCEPTION: In rooms equipped with automatic door closers
having integral smoke detectors on the room side, the integral detector
may substitute for the room smoke detector, provided it performs the
required alerting functions.

The following California section replaces the corresponding model code sec-
tion for applications specified by law for the Office of the State Fire Marshal.

308.10.1 [For SFM] Smoke detectors. Smoke detectors shall
be installed in patient sleeping rooms of hospital and nursing
homes. Actuation of such detectors shall cause a visual display on
the corridor side of the room in which the detector is located and
shall cause an audible and visual alarm at the respective nurses’
station.

EXCEPTION: In rooms equipped with automatic door closers
having integral smoke detectors on the room side, the integral detector
may substitute for the room smoke detector, provided it performs the
required alerting functions.

308.11 [For OSHPD 1, 2,3 & 4] Air-conditioning and Ventila-
tion Systems, Electrical Wiring, Fixtures and Ap-
pliances. Heating units used as an integral part of an
air-conditioning and ventilation system shall be installed in ac-
cordance with the provisions of Chapter 31 and the California
Mechanical Code.

The installation of electrical wiring, fixtures and appliances
shall be in accordance with the California Electrical Code.

308.12 [For SFM] Existing Group I Occupancies. Existing
buildings housing existing protective social-care homes or facili-
ties established prior to the effective date of these regulations
may have their use continued if they conform, or are made to con-
form, to the following provisions:

308.12.1 Use of floors. The use of floor levels in buildings of
Type III, IV or V nonfire-rated construction may be as follows:

Nonambulatory—first floor only;

Ambulatory—not higher than the third-floor level, provided
walls and partitions are constructed of materials equal in fire-
resistive quality to that of wood lath and plaster in good repair
and all walls are firestopped at each floor level.

308.12.2 Enclosure of exits and vertical openings. Except for
two-story structures housing ambulatory guests, all interior
stairs shall be enclosed in accordance with Chapter 10. In lieu of
stairway enclosures, floor separations or smoke barriers may be
provided in such a manner that fire and smoke will not spread
rapidly to floors above or otherwise impair exit facilities. In these
instances, floor separations or smoke barriers shall have a fire
resistance equal to not less than 1/>-inch (13 mm) gypsum wall
board on each side of wood studs with openings protected by not
less than a 13/4-inch (44.5 mm) solid bonded wood-core door of
the self-closing type. All other vertical openings shall be enclosed
in accordance with the provisions of Section 403.15.

308.12.3 Exitaccess. Each floor or portion thereof of buildings
used for the housing of existing protective social-care homes or
facilities shall have access to not less than two exits in such a
manner as to furnish egress from the building or structure in the
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event of an emergency substantially equivalent to the provisions
of Chapter 10.

308.12.4 Corridor openings. Openings from rooms to interior
corridors shall be protected by not less than 13/4-inch (44.5 mm)
solid-bonded wood-core doors. Transoms and other similar
openings shall be sealed with materials equivalent to existing
corridor wall construction.

308.12.5 Interior wall and ceiling finishes shall conform to the
requirements for a Group R, Division 1 Occupancy as specifiedin
Chapter 8.

308.12.6 Automatic sprinkler systems shall be installed in exist-
ing protective social-care occupancies in accordance with the
provisions of Section 308.7.

308.12.7 Fire alarm systems. Automatic fire alarm systems
shall be installed in existing protective social-care homes or faci-
lities in accordance with the provisions of Section 308.9.
EXCEPTION: When an approved automatic sprinkler system con-
forming to Section 308.7 is installed, a separate fire alarm system as
specified in this section need not be provided.

SECTION 309 — REQUIREMENTS FOR GROUP M
OCCUPANCIES

309.1 Group M Occupancies Defined. Group M Occupancies
shall include buildings, structures, or portions thereof, used for
the display and sale of merchandise, and involving stocks of
goods, wares or merchandise incidental to such purposes and
accessible to the public. Mercantile occupancies shall include,
but are not limited to, the following:

1. Department stores.

2. Drug stores.

3. Markets.

4. Paint stores without bulk handling.
5. Shopping centers.

6. Sales rooms.

7. Wholesale and retail stores.

For occupancy separations, see Table 3-B.
309.2 Construction, Height and Allowable Area.

309.2.1 General. Buildings or parts of buildings classed in
Group M Occupancy because of the use or character of the occu-
pancy shall be limited to the types of construction set forth in
Table 5-B and shall not exceed, in area or height, the limits speci-
fied in Sections 504, 505 and 506.

309.2.2 Special provisions. Storage areas in connection with
wholesale or retail sales shall be separated from the public area by
a one-hour fire-resistive occupancy separation.
EXCEPTION: Occupancy separations need not be provided when
any one of the following conditions exist:
1. The storage area does not exceed 1,000 square feet (93 m?),

2. The storage area is sprinklered and does not exceed 3,000
square feet (279 m2), or

3. Thebuilding is provided with an approved automatic sprinkler
system throughout.

309.3 Location on Property. For fire-resistive protection of
exterior walls and openings, as determined by location on prop-
erty, see Section 503.

309.4 Access and Means of Egress Facilities. Means ofegress
shall be provided as specified in Chapter 10.
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Access to, and egress from, buildings required to be accessible
shall be provided as specified in Chapter 11.

309.5 Light, Ventilation and Sanitation. In Group M Occu-
pancies, light, ventilation and sanitation shall be as specified in
Chapters 12 and 29.

309.6 Shaft and Exit Enclosures. Exits shall be enclosed as
specified in Chapter 10.

Elevator shafts, vent shafts and other openings through floors
shall be enclosed, and the enclosure shall be as specified in Sec-
tion 711.

In buildings housing Group M Occupancies equipped with
automatic sprinkler systems throughout, enclosures need not be
provided for escalators where the top of the escalator opening at
each story is provided with a draft curtain and automatic fire
sprinklers are installed around the perimeter of the opening within
2 feet (610 mm) of the draft curtain. The draft curtain shallenclose
the perimeter of the unenclosed opening and extend from the ceil-
ing downward at least 12 inches (305 mm) on all sides. The spac-
ing between sprinklers shall not exceed 6 feet (1829 mm).

309.7 Sprinkler and Standpipe Systems. When required by
other provisions of this code, automatic sprinkler systems and
standpipes shall be installed as specified in Chapter 9.

309.8 Special Hazards. For special hazards of Group M Occu-
pancies, see Section 304.8.

Storage and use of flammable and combustible liquids shall be
in accordance with the Fire Code.

Buildings erected or converted to house high-piled combus-
tible stock or aerosols shall comply with the Fire Code.

SECTION 310 — REQUIREMENTS FOR GROUP R
OCCUPANCIES

310.1 Group R Occupancies Defined. Group R Occupancies
shall be:

Division 1. Hotels and apartment houses.

Congregate residences (each accommodating more than 10
persons).

[For SFM] Division 2. Not used.

Division 2.1. Residentially-based, licensed facilities accom-
modating more than six nonambulatory clients. This division may
include ambulatory clients. Licensing categories that may use
this classification include, but are not limited to: Adult Residen-
tial Facilities, Congregate Living Health Facilities, Residential
Care Facilities for the Elderly, Group Homes and Residential
Care Facilities for the Chronically IIL.

Division 2.1.1. Residentially-based, licensed facilities accom-
modating six or less nonambulatory clients. This division may in-
clude ambulatory and bedridden clients. Licensing categories
that may use this classification include, but are not limited to:
Adult Residential Facilities, Congregate Living Health Facili-
ties, Foster Family Homes, Group Homes, Intermediate Care
Facilities for the Developmentally Disabled Habilitative, Inter-
mediate Care Facilities for the Developmentally Disabled Nurs-
ing, nurseries for the full-time care of children under the age of
six, but not including “infants” as defined in Section 210; Resi-
dential Care Facilities for the Elderly, Small Family Homes and
Residential Care Facilities for the Chronically Ill.

Division 2.2. Residentially-based, licensed facilities accom-
modating more than six ambulatory clients. This division may in-
clude nonambulatory clients and shall not exceed six
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nonambulatory clients. Licensing categories that may use this
classification include, but are limited to: Adult Residential Facili-
ties, Residential Care Facilities for the Elderly, Group Homes,
Community Treatment Facilities and Social Rehabilitation Faci-
lities.

Division 2.2.1. Residentially-based, licensed facilities ac-
commodating six or less ambulatory clients. This division may in-
clude a maximum of two nonambulatory clients, one of whom may
be bedridden. Licensing categories that may use this classifica-
tion include, but are not limited to: Adult Residential Facilities,
Intermediate Care Facilities for the Developmentally Disabled
Habilitative, Intermediate Care Facilities for the Developmen-
tally Disabled Nursing, Nursing Homes, Residential Care Facili-
ties for the Elderly, Foster Family Homes, Group Homes, Small
Family Homes, Community Treatment Facilities and Social
Rehabilitation Facilities.

Division 2.3. Residentially-based, licensed facilities provid-
ing hospice care throughout accommodating more than six bed-
ridden clients. Licensing categories that may use this
classification are limited to: Congregate Living Health Facilities
for the Terminally Ill and Residential Care Facilities for the
Chronically IIL.

Division 2.3.1. Residentially-based facilities providing hos-
pice care throughout accommodating six or less bedridden cli-
ents. Licensing categories that may use this classification are
limited to: Congregate Living Health Facilities for the Terminally
11l and Residential Care Facilities for the Chronically IIL.

Division 3. [For HCD, SFM] Dwellings and those dwellings
used for large family day-care homes (as defined in Chapter 2,
Section 205) and lodging houses. Licensing categories that may
use this classification include, but are not limited to: Adult Day-
care Facilities, Family Day-care Homes, Adult Day-support
Center, Day-care Center for Mildly Ill Children, Infant Care Cen-
ter and School Age Child Day-care Center.

Congregate residences (each accommodating 10 persons or
less).

For occupancy separations, see Table 3-B.

A complete code for construction of detached one- and
two-family dwellings is in Appendix Chapter 3, Division III, of
this code. When adopted, as set forth in Section 101.3, it will take
precedence over the other requirements set forth in this code.

Division 6 Occupancies (see Appendix Chapter 3A) shall be
residential group care facilities, which provide care and/or su-
pervisory services. Restraint shall not be practiced in these facili-
ties.

Such residential group care facilities are limited to halfway
houses such as community correctional centers, community
correction reentry centers, community treatment programs, work
furlough programs, and alcoholism or drug abuse recovery or
treatment facilities.

Group R, Division 6.1; with more than six nonambulatory resi-
dents.

Group R, Division 6.2; with more than six ambulatory resi-
dents.

Group R, Division 6.1.1; with six or less nonambulatory resi-
dents.

Group R, Division 6.2.1; with six or less ambulatory residents.
310.1.1 [For SFM] In Group R, Division 2 Occupancies classi-

fied as Residential Facilities (RF), bedridden clients shall not be
located above or below the first story.

EXCEPTION: Clients who become bedridden as a result of a tem-
porary illness as defined in Health and Safety Code Sections 1566.45,
1568.0832, and 1569.72. A temporary illness is an illness which per-
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sists for 14 days or less. A bedridden client may be retained in excess
ofthe 14 days upon approval by the Department of Social Services and
may continue to be housed on any story in a Group R, Division 2 Occu-
pancy classified as a licensed residential facility.

Every licensee admitting or retaining a bedridden resident shall,
within 48 hours of the resident’s admission or retention in the facility,
notify the local fire authority with jurisdiction of the estimated length
oftime the resident will retain his or her bedridden status in the facility.

310.1.2 [For SFM] Restraint shall not be practicedin Group R,
Division 2 Occupancies.

EXCEPTION: Group R, Division 2 Occupancies which meet all the
construction requirements for a Group 1, Division 3 Occupancy.

310.1.3 [For SEM] Pursuant to Health and Safety Code Sec-
tion 13143, facilities licensed by the Department of Social Ser-
vices which provide nonmedical board, room and care for six or
fewer ambulatory children or children two years of age or youn-
ger, and which do not have any nonambulatory clients shall not be
subject to regulations pertaining to Group R, Division 2 Occu-
pancies. With respect to these exempted facilities, no city, county,
or public district shall adopt or enforce any requirement for the
prevention of fire or for the protection of life and property against
fire and panic unless the requirement would be applicable to a
structure regardless of the special occupancy. Nothing shall re-
strict the application of state or local housing standards to such
facilities if the standards are applicable to residential occupan-
cies and are not based on the use of the structure as a facility for
ambulatory children. For the purpose of this exception, “ambula-
tory children” does not include relatives of the licensee or the li-
censee’s spouse.

310.1.4 [For SEFM] Pursuant to Health and Safety Code Sec-
tion 13133, regulations of the state fire marshal pertaining to
Group R, Division 2 Occupancies classified as Residential Faci-
lities (RF) and Residential-care Facilities for the Elderly (RCFE)
shall apply uniformly throughout the state and no city, county, city
and county, including a charter city or charter county, or fire-
protection district shall adopt or enforce any ordinance or local
rule or regulation relating to fire and panic safety which is incon-
sistent with these regulations. A city, county, city and county, in-
cluding a charter city or charter county may pursuant to Health
and Safety Code Section 13143.5, or a fire protection district may
pursuant to Health and Safety Code Section 13869.7, adopt stan-
dards more stringent than those adopted by the state fire marshal
that are reasonably necessary to accommodate local climate,
geological, or topographical conditions relating to roof cover-
ings for Residential-care Facilities for the Elderly.

310.1.5 [For SFM] Existing Residential Facilities and Resi-
dential-care Facilities for the Elderly which were originally clas-
sified as Group I Occupancies under pre-1991 codes may be
reinspected as a Group I Occupancy under the appropriate pre-
vious code provided there is no change in the use which would
place the facility in a different division or occupancy group. (See
Section 3403.1.)

NOTE: Authority cited: Health and Safety Code Section 13143,
1531.3,1566.45,1568.01, 1568.0832 and 1569.72. Reference: Health
and Safety Code Section 13133.

310.2 Construction, Height and Allowable Area.

310.2.1 General. Buildings or parts of buildings classed in
Group R because of the use or character of the occupancy shall be
limited to the types of construction set forth in Table 5-B and shall
not exceed, in area or height, the limits specified in Sections 504,
505 and 506.

EXCEPTION [For HCD 1]: Limited-density owner-built rural
dwellings may be of any type of construction which will provide for a
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sound structural condition. Structural hazards which result in an un-
sound condition and which may constitute a substandard building are
delineated by Section 17920.3 of the Health and Safety Code.

310.2.2 Special provisions. Walls and floors separating dwell-
ing units in the same building, or guest rooms in Group R, Divi-
sion 1 hotel occupancies, shall not be of less than one-hour
fire-resistive construction.

EXCEPTION [For SFM]: In Divisions 2.1.1, 2.2.1 and 2.3.1 Occu-
pancies, walls and floors may be nonrated construction provided:

1. Construction has protection equivalent to 1j-inch (12.7 mmy),
nonrated gypsum wallboard and,

2. Dwelling units are not equipped with open flame, gas or electri-
cal element cooking appliances other than a microwave cooking
appliance.

Group R, Division 1 Occupancies more than two stories in
height or having more than 3,000 square feet (279 m?) of floor
area above the first story, [for SFM] and in Division 2.1.1 Occu-
pancies where clients are housed above the first floor and there is
more than 3,000 square feet (279 m?) of floor area above the first
floor, shall not be of less than one-hour fire-resistive construction
throughout, except as provided in Section 601.5.2.2.

[For SFM] Division 2.2 Occupancies where nonambulatory
clients are housed above the first floor and there is more than
3,000 square feet (279 m?) of floor area above the first floor or
housing more than 16 clients above the first floor shall be con-
structed of not less than one-hour fire-resistive construction
throughout except as provided in Section 601.5.2.

[For SFM] Divisions 2.3 and 2.3.1 Occupancies where clients
are housed above the first floor, shall not be of less than one-hour
fire-resistive construction throughout except as provided in Sec-
tion 601.5.2.2.

EXCEPTION: Interior nonload-bearing partitions within individ-
ual dwelling units in apartment houses and guest rooms or suites in ho-
tels where such dwelling units, guest rooms or suites are separated
from each other and from corridors by not less than one-hour fire-
resistive construction may be constructed of:

1. Noncombustible materials or fire-retardant wood in buildings of
any type of construction; or

2. Combustible framing with noncombustible materials applied to
the framing in buildings of Type Il or Type V construction.

Storage or laundry rooms that are within Group R, Division 1
Occupancies that are used in common by tenants shall be sepa-
rated from the rest of the building by not less than one-hour
fire-resistive occupancy separation.

EXCEPTION [For HCD 1]: Interior nonload-bearing partitions
within individual dwelling units in apartment houses and guest rooms
or suites in hotels where such dwelling units, guest rooms or suites are

separated from each other and from corridors by not less than one-
hour fire-resistive construction, may be constructed of:

1. Noncombustible materials or fire-retardant wood in buildings of
any type of construction; or

2. Combustible framing with noncombustible materials applied to
the framing in buildings of Type Il or Type V construction.

Openings to such corridors shall be equipped with doors con-
forming to Section 1004.3.4.3.2, Uniform Building Code, most re-
cent edition, regardless of the occupancy load served.

For Group R, Division 1 Occupancies with a Group S, Division
3 parking garage in the basement or first story, see Section
311.2.2.

For attic space partitions and draft stops, see Section 708.

310.2.3 [For SFM] Smoke barriers required. Group R, Divi-
sion 2 Occupancies shall be provided with smoke barriers, con-
structed in accordance with Section 308.2.2.1, as follows:

1. Group R, Division 2.1 Occupancies having individual floor
areas over 6,000 square feet (557 m?) per floor.
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2. Group R, Division 2.1.1 Occupancies having individual
floor areas over 6,000 square feet (557 m?) per floor.

3. Group R, Division 2.2 Occupancies having individual floor
areas over 6,000 square feet (557 m?) per floor.

4. Group R, Division 2.2.1 Occupancies having individual
floor areas over 6,000 square feet (557 m?) per floor.

5. Group R, Division 2.3 Occupancies having individual floor
areas over 6,000 square feet (557 m?) per floor.

6. Group R, Division 2.3.1 Occupancies having individual
floor areas over 6,000 square feet (557 m?) per floor.

EXCEPTIONS: 1. Buildings of Group R, Divisions 2.1, 2.1.1 and
2.2 Occupancies with direct exiting from each dwelling unit and non-
ambulatory clients are located only on the first floor.

2. Division 2 Occupancies are not required to comply with the pro-
visions of Section 410 as they pertain to occupant load factors for
determining the areas of a smoke compartment.

When smoke barriers are required, the area within a smoke
compartment shall not exceed 22,500 square feet (2090 m?) nor
shallits width or length exceed 150 feet (45 720 mm). Such smoke
barriers shall divide the floor as equally as possible.

310.3 Locationon Property. For fire-resistive protection ofex-
terior walls and openings, as determined by location on property,
see Section 503 and Chapter 6.

310.4 Access and Means of Egress Facilities and Emergency
Escapes. Means of egress shall be provided as specified in
Chapter 10. (See also Section 1007.6.2 for exit markings.)

Access to, and egress from, buildings required to be accessible
shall be provided as specified in Chapter 11.

Basements in dwelling units and every sleeping room below
the fourth story shall have at least one operable window or door
approved for emergency escape or rescue that shall open directly
into a public street, public alley, yard or exit court. The emergency
door or window shall be operable from the inside to provide a full,
clear opening without the use of separate tools.

EXCEPTIONS: /. The window or door may open into an atrium
complying with Section 402 provided the window or door opens onto

an exit-access balcony and the dwelling unit or guest room has an exit
or exit-access doorway that does not open into the atrium.

2. [For SFM] For those Group R, Division 1 hotel occupancies
provided with a monitored automatic sprinkler system in accordance
with Section 904.2.9, designed in accordance with NFPA 13, operable
windows may be permanently restricted to a maximum 4-inch (102
mm) open position.

Escape or rescue windows shall have a minimum net clear
openable area of 5.7 square feet (0.53 m2). The minimum net clear
openable height dimension shall be 24 inches (610 mm). The
minimum net clear openable width dimension shall be 20 inches
(508 mm). When windows are provided as a means of escape or
rescue, they shall have a finished sill height not more than 44 in-
ches (1118 mm) above the floor.

Escape and rescue windows with a finished sill height below
the adjacent ground elevation shall have a window well. Window
wells at escape or rescue windows shall comply with the follow-
ing:

1. The clear horizontal dimensions shall allow the window to
be fully opened and provide aminimum accessible net clear open-
ing of 9 square feet (0.84 m2), with a minimum dimension of
36 inches (914 mm).

2. Window wells with a vertical depth of more than 44 inches
(1118 mm) shall be equipped with an approved permanently af-
fixed ladder or stairs that are accessible with the window in the
fully open position. The ladder or stairs shall not encroach into the
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required dimensions of the window well by more than 6 inches
(152 mm).

Bars, grilles, grates or similar devices may be installed on
emergency escape or rescue windows, doors or window wells,
[for SEFM] or any required exit door, provided:

1. The devices are equipped with approved release mecha-
nisms that are openable from the inside without the use of a key or
special knowledge or effort; and

2. The building is equipped with smoke detectors installed in
accordance with Section 310.9.

[For SEM] Such bars, grilles, grates or similar devices shall
be equipped with an approved release device for use by the fire
department only, on the exterior side for the purpose of fire
department emergency access, when required by the authority
having jurisdiction.

3. Where security bars (burglar bars) are installed on emer-
gency egress and rescue windows or doors, on or after July 1,
2000, such devices shall comply with the standards of the Califor-
nia Building Code (CBC), Part 12, Chapter 12-3 and other ap-
plicable provisions of Part 2.

310.5 Light, Ventilation and Sanitation. Light and ventilation
shall be as specified in Chapter 12. The number of plumbing fix-
tures shall not be less than specified in Section 2902.6.

310.5.1 [For HCD 1] Window screening. In labor camps, all
openable windows in rooms used for living, dining, cooking or
sleeping purposes, and toilet and bath buildings, shall be pro-
vided and maintained with insect screening.

310.5.2 [For HCD 1] Door screening. Door openings of
rooms used for dining, cooking, toilet and bathing facilities in
labor camps shall be provided and maintained with insect screen-
ing or with solid doors equipped with self-closing devices in lieu
thereof, when approved by the enforcement agency.

310.6 Room Dimensions.

310.6.1 Ceiling heights. Habitable space shall have a ceiling
height of not less than 7 feet 6 inches (2286 mm) except as other-
wise permitted in this section. Kitchens, halls, bathrooms and toi-
let compartments may have a ceiling height of not less than 7 feet
(2134 mm) measured to the lowest projection from the ceiling.
Where exposed beam ceiling members are spaced at less than
48 inches (1219 mm) on center, ceiling height shall be measured
to the bottom of these members. Where exposed beam ceiling
members are spaced at 48 inches (1219 mm) or more on center,
ceiling height shall be measured to the bottom of the deck sup-
ported by these members, provided that the bottom of the mem-
bers is not less than 7 feet (2134 mm) above the floor.

If any room in a building has a sloping ceiling, the prescribed
ceiling height for the room is required in only one half the area
thereof. No portion of the room measuring less than 5 feet (1524
mm) from the finished floor to the finished ceiling shall be in-
cluded in any computation of the minimum area thereof.

If any room has a furred ceiling, the prescribed ceiling heightis
required in two thirds the area thereof, but in no case shall the
height of the furred ceiling be less than 7 feet (2134 mm).

310.6.2 Floor area. Dwelling units and congregate residences
shall have at least one room that shall have not less than 120
square feet (11.2 m2) of floor area. Other habitable rooms except
kitchens shall have an area of not less than 70 square feet (6.5 m<).
Efficiency dwelling units shall comply with the requirements of
Section 310.7.

310.6.3 Width. Habitable rooms other than a kitchen shall not
be less than 7 feet (2134 mm) in any dimension.

EXCEPTION [For HCD 1]: For limited-density owner-built rural
dwellings, there shall be no requirements for room dimensions, pro-
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the top of the running rail and with a raised platform shall be pro-
vided with an under-vehicle guideway manually activated deluge
sprinkler system. In open cut stations, such system shall be pro-
vided in guideways which are situated between a raised platform
edge and a retaining wall.

414A.4.2.1 Systems shall be provided along the entire length of
track at each station platform.

414A.4.2.2 Deluge nozzles with caps shall be located in the
approximate center of track with spacing designed to completely
wet the undersides of the vehicle at the applied density.

414A.4.2.3 System density shall be a minimum of 0.19 gallon per
minute (gpm) per square foot (0.72 Lim per m?) for the design
area. When more than one zone is provided, two adjacent zones
are required to be considered operating for calculating purposes.

414A.4.2.4 Deluge systems shall be directly connected to a water
supply capable of supplying the required flow rate for a minimum
30-minute duration.

414A.4.2.5 Controls or manually operable valves shall be in a
location acceptable to the authority having jurisdiction. All
deluge systems shall be monitored by the station fire alarm system.

414A.4.2.6 Each valve shall be monitored by a separate circuit.
The alarm panel shall be located in an area normally occupied by
station personnel or signals shall be transmitted to the operations
control center (OCC).

414A.4.3 Standpipe systems.
414A.4.3.1 Underground stations shall be provided with a class
111 standpipe system designed to comply with the following:

1. Automatically supply the required flow at 65 pounds per
square inch (psi) for each 11/, inch (38 mm) outlet.

2. Supply a 250 gpm (946 L/m) flow to each of the two most re-
mote 21/5 inch (64 mm) outlets when pressurized through the fire
department connection(s).

414A.4.3.2 All other stations shall be provided with a class I
manual wet standpipe system; a manual dry class I standpipe sys-
tem may be allowed in areas subject to freezing.

EXCEPTION: Open at-grade stations with unrestricted fire
department access need not be provided with a standpipe system.

414A.4.4 Emergency Management Panel (EMP).An EMP shall
be required for enclosed and underground stations. Location of
the EMP shall be determined by the authority having jurisdiction.
The EMP shall include but not be limited to the following:

1. Indication of manual pull boxes and automatic smoke detec-
tors.

. Indication of alarm signals from all suppression systems.
. Capabilities for using station paging system.
. Emergency telephone.

. Escalator controls.

QA L AN W

. Emergency ventilation controls.
7. Station schematics.
414A.4.5 Emergency ventilation systems.

414A.4.5.1 General. Emergency ventilation shall be provided for
enclosed and underground stations for the protection of passen-
gers, employees and emergency personnel.

414A.4.5.2 These systems shall be designed as follows:
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CHAP. 4A, DIV. I
414A.4.2
414A.4.5.5.2

1. A stream of noncontaminated air is provided to passengers
in a path(s) of egress away from a train fire; and

2. Airflow rates produced toward a train fire in a path of egress
are sufficient to prevent back layering of smoke; and

3. The temperature in a path of egress away from a train fire is
limited to 140°F (60°C), or less; and

4. The design heat release rate produced by a train fire shall be
used to design the emergency ventilation system.

414A.4.5.3 Ventilation shaft terminals at-grade shall be located
to prevent recirculation as follows:

1. Openings for blast relief shafts, and underplatform and
smoke exhaust shafts at-grade shall be separated by a minimum
horizontal distance of 40 feet (12 192 mm) from any station en-
trance, elevator hoistway enclosure, surface emergency stair
doorway, unprotected outside air intake or other opening, or from
each other. Exhaust outlets that are not used for intakes may be
adjacent to each other.

2. Where this distance is not practical, the horizontal distance
may be reduced to 15 feet (4572 mm) if the closest blast relief or
underplatform and smoke exhaust shaft terminal is raised a mini-
mum of 10 feet (3048 mm) above the station entrance, emergency
stair doorway and unprotected outside air intake or other open-
ing, or the underplatform and smoke exhaust shaft terminal is
raised a minimum of 10 feet (3048 mm) above the blast relief shaft
terminal.

3. Ventilation of stations shall not terminate at grade on any
vehicle roadway.

414A.4.5.4 Emergency ventilation fans.

414A.4.5.4.1 Ventilation fans used for emergency service, their
motors, dampers, and all related components exposed to the ven-
tilation airflow shall be designed to operate in an ambient atmos-
phere of 482°F (250°C) for a period of at least one hour.
Ventilation fans and related components shall be capable of with-
standing the maximum anticipated plus/minus pressure transients
induced by train operations.

414A.4.54.2 Local fan motor starters and related operating
control devices for emergency ventilation equipment shall be iso-
lated from the ventilation airflow by a separation having a fire-
resistance rating of at least one hour.

414A.4.5.4.3 Thermal overload protective devices shall not be
provided onmotor controls of fans used for emergency ventilation.

414A.4.5.4.4 The power supply for fans essential for emergency
ventilation service shall consist of two separate electrical feeders.
Each feeder shall originate from a different source (substation)
and shall be separated physically to the extent possible. Automatic
transfer shall be provided in the event the normal supply source
fails.

414A.4.5.4.5 Operation and fail-safe verification for proper op-
eration of emergency fans shall be affected from the operation
control center with indication provided for all modes of operation
for each fan.

414A.4.5.5 Emergency ventilation control.

414A.4.5.5.1 Local controls shall override remote control. Local
control shall be capable of operating the fans in all modes in the
event the remote controls become inoperative.

414A.4.5.5.2 Emergency ventilation systems shall be supervised
and/or controlled in all operating modes locally (motor control
center and/or fan unit) and remotely at both the OCC and the sta-
tion EMP.
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CHAP. 4A, DIV. Il
414A.4.5.5.3
415A.7

414A.4.5.5.3 Fan running shall be provided by sensing devices
for each fan for operation in both the supply and exhaust direc-
tions.

414A.4.5.5.4 Trouble status signals shall be annunciated in the
local control room. A summarized trouble signal shall be annun-
ciated at OCC and EMP.

414A.4.5.6 Ventilation systems and ancillary areas. Ancillary
area ventilation systems shall be arranged so that air is not
exhausted into station public occupancy areas.

414A.5 Fire Alarm and Communication Systems.

414A.5.1 General. Every station shall be provided with a state
firemarshal-approved and listed fire alarm system. The alarm and
communication systems shall be proprietary, designed and
installed so that damage to any one speaker will not render any
paging zone of the system inoperative.

EXCEPTION: Open stations.

The voice alarm and public address system may be a combined
system. When approved by the fire department, a communications
system may be combined with the voice alarm system and the pub-
lic address system. Such combined systems shall meet the require-
ments of the California Electric Code.

414A.5.1.1 System components. Each station fire alarm system
shall consist of:

1. Fire alarm control panel at a location as permitted by the
authority having jurisdiction.

2. An alarm annunciator(s). The annunciator(s) shall be
located at a point acceptable to the authority having jurisdiction.
The annunciator(s) shall indicate the type of device and general
location of alarm. All alarm, supervisory and trouble signals shall
be transmitted to the local annunciator(s) and the OCC.

3. Manual pull stations shall be provided throughout passen-
ger platforms and stations.

EXCEPTION: Voice alarm reporting devices (emergency tele-
phones) may be used in liew of manual pull stations as permitted by the
authority having jurisdiction.

Such devices shall provide two-way communication between
the OCC and each device. Such devices shall be located as
required for manual fire alarm pull boxes, and shall be distinctly
identified by signs, coloring, or other means acceptable to the
authority having jurisdiction.

4. Automatic smoke detectors in all ancillary spaces.

EXCEPTIONS: 1. Ancillary spaces protected by an approved fixed
automatic extinguishing system; or

2. Ancillary spaces protected by quick-response sprinklers.

5. Automatic control of exiting components.

414A.5.1.2 Combined voice alarm/public address system. Each
station shall be provided with a one-way paging system(s) capable
of transmitting voice, tape or electronically generated messages
to all areas of the station. The system(s) shall be configured such
that the messages can be initiated from either the EMP or the
OCC.

414A.5.2 Emergency telephones. A dedicated emergency phone
system shall be provided in all underground stations to facilitate
direct communications for emergency response between remote
locations and the EMP.

414A.5.2.1 The remote phones shall be located at ends of station
platforms, each hose outlet connection and station valve rooms.
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414A.5.2.2 Provisions shall be made in the design of this system
for extensions of the system to the next passenger station or guide-
way portal.

SECTION 415A [FOR SFM] — RESIDENTIALLY-
BASED, LICENSED FACILITIES IN A NON-
SPRINKLERED GROUP R, DIVISION 2.1.1 AND 2.2.1
OCCUPANCY HOUSING A BEDRIDDEN CLIENT

415A.1 Scope. In addition to other provisions of this code, the
provisions of this section shall apply to residentially-based, li-
censed facilities classified as Group R, Division 2.1.1 and 2.2.1
Occupancies as defined in Section 310.

415A.1.1 Purpose. The purpose of this chapter is to provide a
minimum level of fire and life safety protection for a bedridden cli-
ent, as defined in Section 203, housed in a nonsprinklered, Group
R, Division 2.1.1. or 2.2.1 Occupancy.

415A.2 Location. In Group R, Divisions 2.1.1 and 2.2.1 Occu-
pancies housing a bedridden client, the client sleeping room shall
not be located above or below the first story.

EXCEPTION: Clients who become bedridden as a result of a tem-
porary illness as defined in Health and Safety Code Sections 1566.45,
1568.0832, and 1569.72. A temporary illness is an illness which per-
sists for 14 days or less. A bedridden client may be retained in excess
ofthe 14 days upon approval by the Department of Social Services and
may continue to be housed on any story in a Group R, Division 2 Occu-
pancy classified as a licensed residential facility.

Every licensee admitting or retaining a bedridden resident shall,
within 48 hours of the resident’s admission or retention in the facility,
notify the local fire authority with jurisdiction of the estimated length
oftimethe resident will retain his or her bedridden status in the facility.

415A.3 Exits Required. In Group R, Divisions 2.1.1 and 2.2.1
Occupancies housing a bedridden client, a direct exit to the exteri-
or of the residence shall be provided from the client’s sleeping
room.

415A.4 Doors and door hardware. Doors to a bedridden client’s
sleeping room shall be of a self-closing, positive latching 13/g inch
solid wood door. Such doors shall be provided with a gasket so
installed as to provide a seal where the door meets the jam on both
sides and across the top. Doors shall be maintained self-closing or
shall be automatic closing by actuation of a smoke alarm in accor-
dance with Section 713.

415A.4.1 Locks on Interior Doors. Group R, Division 2.1.1 and
2.2.1 Occupancies shall not have a night latch, dead bolt, security
chain or any similar locking device installed on any interior door
leading from a bedridden client’s sleeping room to any interior
area such as a corridor, hallway and or general use areas of the
residence in accordance with Chapter 10.

415A.5 Exterior exit door. The exterior exit door to a bedridden
client’s sleeping room shall be operable from both the interior and
exterior of the residence.

415A.6 Width and Height. Every required exit doorway shall be
of a size as to permit the installation of a door not less than 3 feet
(914 mm) in width and not less than 6 feet 8 inches (2032 mm) in
height. When installed in exit doorways, exit doors shall be capa-
ble of opening at least 90 degrees and shall be so mounted that the
clear width of the exit way is not less than 32 inches (813 mm).

415A.7 Smoke Alarms. In all facilities housing a bedridden cli-
ent, smoke alarms shall receive their primary power from the
building wiring when such wiring is served from a commercial
source and shall be equipped with a battery backup. Smoke alarms
shall be electrically interconnected so as to cause all smoke
alarms to sound a distinctive alarm signal upon actuation of any
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single smoke alarm. Such alarm signal shall be audible through-
out the facility at a minimum level of 15 db above ambient noise
level. These devices need not be interconnected to any other fire
alarm device, have a control panel or be electrically supervised or
provided with emergency power.

415A.8 Interior Finish. In all facilities housing a bedridden cli-
ent, the interior finishes shall be in accordance with Table 8-B.

415A.9 Request for alternate means of protection. Request for
alternate means of protection shall apply to Sections 415A.1
through 415A.9. Request for approval to use an alternative mate-
rial, assembly or materials, equipment, method of construction,
method of installation of equipment or means of protection shall
be made in writing to the local fire authority having jurisdiction by
the facility, client or the client’s authorized representative. Suffi-
cient evidence shall be submitted to substantiate the need for an
alternate means of protection.

The facility, client or the client’s representative or the local fire
authority having jurisdiction may request a written opinion from

CHAP. 4A, DIV. Il
415A.7
415A.9

the State Fire Marshal concerning the interpretation of the regu-
lations promulgated by the State Fire Marshal for a particular
factual dispute. The State Fire Marshal shall issue the written
opinion within 45 days following the request.

Approval of a request for use of an alternative material, assem-
bly or materials, equipment, method of construction, method of
installation of equipment or means of protection made pursuant to
this section shall be limited to Group R, Divisions 2.1.1 and 2.2.1
Occupancies housing a bedridden client.

Approvals made by the local fire authority having jurisdiction
and the written opinion by the State Fire Marshal shall be applica-
ble only to the requesting facility and shall not be construed as es-
tablishing any precedent for any future request by that facility or
any other facility.

NOTE: Authority cited: Health and Safety Code Section 13143,
1531.3,1566.45, 1568.01, 1568.0832 and 1569.72. Reference: Health
and Safety Code Section 13133.

(Text continues on page 1-50.13.)
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801
805

Chapter 8
INTERIOR FINISHES

SECTION 801 — GENERAL

801.1 Scope. Interior wall and ceiling finish shall mean the ex-
posed interior surfaces of buildings including, but not limited to,
fixed or movable walls and partitions, interior wainscoting, panel-
ing or other finish applied structurally or for decoration, acoustical
correction, surface insulation, sanitation, structural fire resistance
or similar purposes. Requirements for finishes in this chapter shall
not apply to trim defined as picture molds, chair rails, baseboards
and handrails; or to doors and windows or their frames; or to mate-
rials that are less than !/, inch (0.9 mm) in thickness applied
directly to the surface of walls or ceilings.

Foam plastics shall not be used as interior finish except as pro-
vided in Section 2602. For foam plastic trim, see Section 601.5.5.

See Section 1403 for veneer.

801.2 Standards of Quality. The standards listed below labeled
a“UBC standard” are also listed in Chapter 35, Part I1, and are part
of this code.

1. UBC Standard 8-1, Test Method for Surface-burning Char-
acteristics of Building Materials

2. UBC Standard 8-2, Standard Test Method for Evaluating
Room Fire Growth Contribution of Textile Wall Covering

801.3 Veneer. Veneers shall comply with Section 1403.

SECTION 802 — TESTING AND CLASSIFICATION OF
MATERIALS

802.1 Testing. Tests shall be made by an approved testing
agency to establish surface-burning characteristics and to show
that materials when cemented or otherwise fastened in place will
not readily become detached when subjected to room tempera-
tures of 300°F (149°C) for 25 minutes. Surface-burning character-
istics shall be determined by one of the following methods:

1. The surface-burning characteristics as set forth in UBC
Standard 8-1.

2. Any other recognized method of test procedure for deter-
mining the surface-burning characteristics of finish materials that
will give comparable results to those specified in method Item
1.

3. The room fire growth contribution for textile wall coverings
as set forth in UBC Standard 8-2.

802.2 Classification. The classes of materials based on their
flame-spread index shall be as set forth in Table 8-A. The smoke
density shall be no greater than 450 when tested in accordance
with UBC Standard 8-1 in the way intended for use.

SECTION 803 — APPLICATION OF CONTROLLED
INTERIOR FINISH

Interior finish materials applied to walls and ceilings shall be
tested as specified in Section 802 and regulated for purposes of
limiting surface-burning by the following provisions:

1. When walls and ceilings are required by any provision in this
code to be of fire-resistive or noncombustible construction, the
finish material shall be applied directly against such fire-resistive
or noncombustible construction or to furring strips not exceeding
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13/4inches (44 mm) applied directly against such surfaces. The in-
tervening spaces between such furring strips shall be filled with
inorganic or Class I material or shall be fire blocked not to exceed
8 feet (2438 mm) in any direction. See Section 708 for fireblock-
ing.

2. Where walls and ceilings are required to be of fire-resistive
or noncombustible construction and walls are set out or ceilings
are dropped distances greater than specified in Item 1 of this sec-
tion, Class I finish materials shall be used except where the finish
materials are protected on both sides by automatic sprinkler sys-
tems or are attached to a noncombustible backing or to furring
strips installed as specified in Item 1. The hangers and assembly
members of such dropped ceilings that are below the main ceiling
line shall be of noncombustible materials except that in Types III
and V construction, fire-retardant-treated wood may be used. The
construction of each set-out wall shall be of fire-resistive con-
struction as required elsewhere in this code. See Section 708 for
fire blocks and draft stops.

3. Walland ceiling finish materials of all classes as permitted in
this chapter may be installed directly against the wood decking or
planking of Type IV heavy-timber construction, or to wood fur-
ring strips applied directly to the wood decking or planking in-
stalled and fire blocked as specified in Item 1.

4. An interior wall or ceiling finish that is less than /4 inch (6.4
mm) thick shall be applied directly against a noncombustible
backing.

EXCEPTIONS: 1. Class I materials.

2. Materials where the qualifying tests were made with the material
suspended or furred out from the noncombustible backing.

SECTION 804 — MAXIMUM ALLOWABLE FLAME
SPREAD

804.1 General. The maximum flame-spread class of finish
materials used on interior walls and ceilings shall not exceed that
set forth in Table 8-B.

EXCEPTIONS: 1. Except in Group I Occupancies and in enclosed
vertical exits, Class IIl may be used in other means of egress and rooms
as wainscoting extending not more than 48 inches (1219 mm) above
the floor and for tack and bulletin boards covering not more than 5 per-
cent of the gross wall area of the room.

2. When a sprinkler system complying with UBC Standard 9-1 or
9-3 is provided, the flame-spread classification rating may be reduced
one classification, but in no case shall materials having a classification
greater than Class III be used.

3. The exposed faces of Type IV-H.T., structural members, and Type
IV-H.T., decking and planking, where otherwise permissible under this
code, are excluded from flame-spread requirements.

804.2 Carpeting on Ceilings. When used as interior ceiling fin-
ish, carpeting and similar materials having a napped, tufted,
looped or similar surface shall have a Class I flame spread.

SECTION 805 — TEXTILE WALL COVERINGS

When used as interior wall finish, textile wall coverings, including
materials such as those having a napped, tufted, looped, non-
woven, woven or similar surface shall comply with the following:

1. Textile wall coverings shall have a Class I flame spread and
shall be protected by automatic sprinklers complying with UBC
Standard 9-1 or 9-3, or
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805-807.2
TABLE 8-A, TABLE 8-B

2. The textile wall covering shall meet the acceptance criteria
of UBC Standard 8-2 when tested using a product mounting sys-
tem, including adhesive, representative of actual use.

SECTION 806 — INSULATION

Thermal and acoustical insulation installed on walls or ceilings
shall comply with Section 707.

SECTION 807 — SANITATION

807.1 Floors and Walls in Water Closet Compartment and
Showers.

807.1.1 Floors. In other than dwelling units, toilet room floors
shall have a smooth, hard nonabsorbent surface such as portland
cement, concrete, ceramic tile or other approved material that ex-
tends upward onto the walls at least 5 inches (127 mm).

807.1.2 Walls. Walls within 2 feet (610 mm) of the front and
sides of urinals and water closets shall have a smooth, hard non-
absorbent surface of portland cement, concrete, ceramic tile or
other smooth, hard nonabsorbent surface to a height of 4 feet
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(1219 mm), and except for structural elements, the materials used
in such walls shall be of a type that is not adversely affected by
moisture. See Section 2512 for other limitations.

EXCEPTIONS: 1. Dwelling units and guest rooms.

2. Toilet rooms that are not accessible to the public and that have not
more than one water closet.

In all occupancies, accessories such as grab bars, towel bars, pa-
per dispensers and soap dishes, provided on or within walls, shall
be installed and sealed to protect structural elements from mois-
ture.

807.1.3 Showers. Showers in all occupancies shall be finished
as specified in Sections 807.1.1 and 807.1.2 to a height of not less
than 70 inches (1778 mm) above the drain inlet. Materials other
than structural elements used in such walls shall be of a type that is
not adversely affected by moisture. See Section 2512 for other
limitations.

807.1.4 Shower doors. For shower doors, see Sections 2406.4
and 2407.

807.2 Water Closet Room Separation. See Section 302.6 for
requirements to separate water closet rooms.

TABLE 8-A—FLAME-SPREAD CLASSIFICATION

MATERIAL QUALIFIED BY:
Class Flame-spread Index
1 0-25
11 26-75
111 76-200

TABLE 8-B—MAXIMUM FLAME-SPREAD CLASS1

OCCUPANCY GROUP ENCLOSED VERTICAL EXITWAYS OTHER EXITWAYS2 ROOMS OR AREAS

A I I i
B I I 111
E I I 111
F I 111 111
H I I 4
1-1.1,1-1.2, I-2 I IS ic
1-3 I IS 16
M I I 111
R-1 I I 111
R-2 1 jid ur’
R-3 I I 18
S-1,S-2 I I 111
S-3,S-4, S-5 I I 111
U NO RESTRICTIONS

1Foam plastics shall comply with the requirements specified in Section 2602. Carpeting on ceilings and textile wall coverings shall comply with the requirements

specified in Sections 804.2 and 805, respectively.

2Finish classification is not applicable to interior walls and ceilings of exterior exit balconies.

3In Group A, Divisions 3 and 4 Occupancies, Class IIT may be used.
40ver two stories shall be of Class I1.

5In Group 1, Divisions 2 and 3 Occupancies, Class 11 may be used.
6Class TIT may be used in administrative spaces.

“Group R, Division 2 Occupancies housing six or more nonambulatory clients or a bedridden client shall comply with the requirements specified for Group 1, Divi-

sion 1.1 Occupancies.

8Flame-spread provisions are not applicable to kitchens and bathrooms of Group R, Division 3 Occupancies.

NOTE: Authority cited: Health and Safety Code Section 13143, 1531.3, 1566.45, 1568.01, 1568.0832 and 1569.72. Reference: Health and Safety Code

Section 13133.
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4.10 [For SFM] The fire alarm and fire-extinguishing system,
including pumps, shall be tested at monthly intervals in a
manner acceptable to the fire authority having jurisdiction.

4.11 [ForSFM] Theinstallationofautomaticfire-extinguishing
systems installed under this exception shall not be used to
permit area increases, increase in height or as a substitute
for one-hour construction.

904.1.3 Modifications. When residential sprinkler systems as
set forth in UBC Standard 9-3 are provided, exceptions to, or re-
ductions in, code requirements based on the installation of an au-
tomatic fire-extinguishing system are not allowed.

904.2 Automatic Fire-extinguishing Systems.

904.2.1 Where required. An automatic fire-extinguishing sys-
tem shall be installed in the occupancies and locations as set forth
in this section.

[For SFM] For special provisions on hazardous chemicals
and magnesium, and calcium carbide, see the Fire Code.

For provisions on special hazards and hazardous materials, see
the Fire Code.

904.2.2 All occupancies except Group R, Division 3 and
Group U Occupancies. Except for Group R, Division 3 and
Group U Occupancies, an automatic sprinkler system shall be in-
stalled:

1. In every story or basement of all buildings when the floor
area exceeds 1,500 square feet (139.4 m2) and there is not pro-
vided at least 20 square feet (1.86 m?) of opening entirely above
the adjoining ground level in each 50 lineal feet (15 240 mm) or
fraction thereof of exterior wall in the story or basement on at least
one side of the building. Openings shall have a minimum dimen-
sion of not less than 30 inches (762 mm). Such openings shall be
accessible to the fire department from the exterior and shall not be
obstructed in a manner that firefighting or rescue cannot be ac-
complished from the exterior.

When openings in a story are provided on only one side and the
opposite wall of such story is more than 75 feet (22 860 mm) from
such openings, the story shall be provided with an approved auto-
matic sprinkler system, or openings as specified above shall be
provided on at least two sides of an exterior wall of the story.

If any portion of a basement is located more than 75 feet (22 860
mm) from openings required in this section, the basement shall be
provided with an approved automatic sprinkler system.

2. At the top of rubbish and linen chutes and in their terminal
rooms. Chutes extending through three or more floors shall have
additional sprinkler heads installed within such chutes at alternate
floors. Sprinkler heads shall be accessible for servicing.

3. In rooms where nitrate film is stored or handled.

4. In protected combustible fiber storage vaults as defined in
the Fire Code.

5. Throughout all buildings with a floor level with an occupant
load of 30 or more that is located 55 feet (16 764 mm) or more
above the lowest level of fire department vehicle access.

EXCEPTIONS: 1. Airport control towers.
2. Open parking structures.

3. Group F, Division 2 Occupancies.
904.2.3 Group A Occupancies.

904.2.3.1 Drinking establishments. An automatic sprinkler
system shall be installed in rooms used by the occupants for the
consumption of alcoholic beverages and unseparated accessory
uses where the total area of such unseparated rooms and assembly
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uses exceeds 5,000 square feet (465 m2). For uses to be considered
as separated, the separation shall not be less than as required for a
one-hour occupancy separation. The area of other uses shall be in-
cluded unless separated by at least a one-hour occupancy separa-
tion.

904.2.3.2 Basements. An automatic sprinkler system shall be
installed in basements classified as a Group A Occupancy when
the basement is larger than 1,500 square feet (139.4 m2) in floor
area.

904.2.3.3 Exhibition and display rooms. An automatic sprin-
kler system shall be installed in Group A Occupancies that have
more than 12,000 square feet (1115 m?2) of floor area that can be
used for exhibition or display purposes.

904.2.3.4 Stairs. An automatic sprinkler system shall be in-
stalled in enclosed usable space below or over a stairway in Group
A, Divisions 2, 2.1, 3 and 4 Occupancies. See Section 1005.3.3.6.

904.2.3.5 Multitheater complexes. An automatic sprinkler
system shall be installed in every building containing a multithe-
ater complex.

904.2.3.6 Amusement buildings. An automatic sprinkler sys-
tem shall be installed in all amusement buildings. The main water-
flow switch shall be electrically supervised. The sprinkler main
cutoff valve shall be supervised. When the amusement building is
temporary, the sprinkler water-supply system may be of an ap-
proved temporary type.

EXCEPTION: An automatic sprinkler system need not be pro-
vided when the floor area of a temporary amusement building is less
than 1,000 square feet (92.9 m?) and the exit travel distance from any
point is less than 50 feet (15 240 mm).

904.2.3.7 Stages. All stages shall be provided with an automatic
sprinkler system. Such sprinklers shall be provided throughout the
stage and in dressing rooms, workshops, storerooms and other ac-
cessory spaces contiguous to such stages.

EXCEPTIONS: 1. Sprinklers are not required for stages 1,000
square feet (92.9 m2) or less in area and 50 feet (15 240 mm) or less in
height where curtains, scenery or other combustible hangings are not
retractable vertically. Combustible hangings shall be limited to asingle
main curtain, borders, legs and a single backdrop.

2. Under stage areas less than 4 feet (1219 mm) in clear height used
exclusively for chair or table storage and lined on the inside with
5/g-inch (16 mm) Type X gypsum wallboard or an approved equal.

904.2.3.8 Smoke-protected assembly seating. All areas
enclosed with walls and ceilings in buildings or structures con-
taining smoke-protected assembly seating shall be protected with
an approved automatic sprinkler system.

EXCEPTION: Press boxes and storage facilities less than 1,000
square feet (92.9 m?) in area and in conjunction with outdoor seating
facilities where all means of egress in the seating area are essentially
open to the outside.

904.2.4 Group E Occupancies.

904.2.4.1 General. An automatic fire sprinkler system shall be
installed throughout all buildings containing a Group E, Division
1 Occupancy.

EXCEPTIONS: 1. When each room used for instruction has at
least one exterior exit door at ground level and when rooms used for
assembly purposes have at least one half of the required exits directly
to the exterior ground level, a sprinkler system need not be provided.

2. When area separation walls, or occupancy separations having a
fire-resistive rating of not less than two hours subdivide the building
into separate compartments such that each compartment contains an
aggregate floor area not greater than 20,000 square feet (1858 m2), an
automatic sprinkler system need not be provided.
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904.2.4.2 Basements. An automatic sprinkler system shall be
installed in basements classified as Group E, Division 1 Occupan-
cies.

904.2.4.3 Stairs. An automatic sprinkler system shall be in-
stalled in enclosed usable space below or over a stairway in Group
E, Division 1 Occupancies. See Section 1005.3.3.6.

904.2.4.4 [For SFM] Special provisions. School buildings or
portions of buildings for which review and approval is required
under Section 17280 of the Education Code shall comply with
State Appendixes III-AA and III-BB of the California Fire Code.

904.2.4.4.1 [For SEFM] Public Schools—Automatic Sprinkler
System Requirements

904.2.4.4.1.1 [For SFM]New Campus. A State Fire Marshal ap-
proved automatic sprinkler system shall be provided in all new
public school campus buildings as defined in Section 215 and
maintained in accordance with the California Fire Code, Article
91.

904.2.4.4.1.2 [For SFM] Permanent Portable Buildings. A por-
table building that is used to serve or house students and is certi-
fied as a permanent building on a new public school campus by the
public school administration shall comply with the requirements
of Section 904.2.4.4.1.1.

904.2.4.4.1.3 [For SFM] Fire-Resistive Substitution for New
Campus. A new public school campus as defined in Section 215
shall be entitled to include in the design and construction docu-
ments all of the applicable fire-resistive construction substitutions
as permitted in Section 508.

904.2.5 Group F Occupancies.

904.2.5.1 Woodworking occupancies. An automatic fire sprin-
kler system shall be installed in Group F woodworking occupan-
cies over 2,500 square feet (232.3 m?) in area that use equipment,
machinery or appliances that generate finely divided combustible
waste or that use finely divided combustible materials.

904.2.6 Group H Occupancies.

904.2.6.1 General. An automatic fire-extinguishing system
shall be installed in Group H, Divisions 1, 2, 3 and 7 Occupancies.

904.2.6.2 Group H, Division 4 Occupancies. An automatic
fire-extinguishing system shall be installed in Group H, Division 4
Occupancies having a floor area of more than 3,000 square feet
(279 m?).

904.2.6.3 Group H, Division 6 Occupancies. An automatic
fire-extinguishing system shall be installed throughout buildings
containing Group H, Division 6 Occupancies. The design of the
sprinkler system shall not be less than that required under UBC
Standard 9-1 for the occupancy hazard classifications as follows:

OCCUPANCY HAZARD
CLASSIFICATION

Ordinary Hazard Group 2
Ordinary Hazard Group 2
Ordinary Hazard Group 2

LOCATION
Fabrication areas

Service corridors
Storage rooms without dispensing
Storage rooms with dispensing
Corridors

Extra Hazard Group 2
Ordinary Hazard Group 21

'When the design area of the sprinkler system consists of a corridor protected
by one row of sprinklers, the maximum number of sprinklers that needs to
be calculated is 13.

904.2.6.4 [For SFM] Group H, Division 8 Occupancies. An au-
tomatic sprinkler system shall be installed throughout buildings
housing Group H, Division 8 Occupancies. Sprinkler system de-
sign for research laboratories and similar areas of a Division 8
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Occupancy shall not be less than that required for Ordinary
Hazard Group 3 with a design area of not less than 3,000 square
feet (279 m?).

Inmixed occupancies, portions of floors or buildings not classi-
fied as Group H, Division 8 Occupancies shall be provided with
sprinkler protection designed of not less than that required for
Ordinary Hazard Group 1 with a design area of not less than 3,000
square feet (279 m?).

904.2.7 Group I Occupancies. An automatic sprinkler system
shall be installed in Group I Occupancies [for SFM] unless other-
wise exempted in Chapter 3 of this code. In Group I, Division 1.1
and Group I, Division 2 Occupancies, approved quick-response or
residential sprinklers shall be installed throughout patient sleep-
ing areas.

EXCEPTION: In jails, prisons and reformatories, the piping sys-
tem may be dry, provided a manually operated valve is installed at a
continuously monitored location. Opening of the valve will cause the
piping system to be charged. Sprinkler heads in such systems shall be
equipped with fusible elements or the system shall be designed as re-
quired for deluge systems in UBC Standard 9-1.

904.2.8 Group M Occupancies. Anautomatic sprinkler system
shall be installed in rooms classed as Group M Occupancies where
the floor area exceeds 12,000 square feet (1115 mz) onany flooror
24,000 square feet (2230 m2) on all floors or in Group M Occupan-
cies more than three stories in height. The area of mezzanines shall
be included in determining the areas where sprinklers are
required.

904.2.9 Group R, Division 1 Occupancies. An automatic
sprinkler system shall be installed throughout every apartment
house three or more stories in height or containing 5 or more
dwelling units, every congregate residence three or more stories in
height or having an occupant load of 11 or more, and every hotel
three or more stories in height or containing 6 or more guest
rooms. Residential or quick-response standard sprinklers shall be
used in the dwelling units and guest room portions of the building.

[For SFM] The requirements of this subsection shall not man-
date the retroactive installation of an automatic sprinkler system
to an existing R1 Occupancy.

904.2.10 [For SFM] Group R, Division 2 Occupancies. Anau-
tomatic sprinkler system shall be installed in Group R, Division 2
Occupancies.

EXCEPTIONS: 1. Group R, Divisions 2.1.1 and 2.2.1 Occupan-
cies not housing bedridden clients and not exceeding two stories in
height or not housing bedridden clients and not housing nonambulato-
ry clients above the first story.

2.Group R, Divisions2.1.1 and2.2.1 Occupancies housing only one
bedridden client and complying with Section 415A.

3. In Group R, Division 2 Occupancies, pursuant to Health and
Safety Code Section 13113, Division 2.2 Occupancies housing ambu-
latory children only, none of whom are mentally ill or mentally re-
tarded, and the buildings or portions thereof in which such childrenare
housed are not more than two stories in height, and buildings or por-
tions thereof housing such children have an automatic fire alarm sys-
tem activated by approved smoke detectors.

4. In Group R, Division 2 Occupancies, pursuant to Health and
Safety Code Section 13143.6, Division 2 Occupancies which house
ambulatory persons only, none of whom is a child (under the age of 18
years), or who is elderly (65 years of age or over).

904.2.10.1 [For SFM] Group R, Divisions 2.1.1,2.2.1 and 2.3.1
Occupancies. In Group R, Divisions 2.1.1, 2.2.1 and 2.3.1 Occu-
pancies, a NFPA 13R or 13D system may be used within the scope
of those standards. Section 2-6 of NFPA 13R or Section4-6 of 13D
shall not apply unless approved by the authority having jurisdic-
tion. Residential or quick response standard sprinklers shall be
used in all sleeping rooms.
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2001 CALIFORNIA BUILDING CODE 904.2.10.1
904.2.11.2
NOTE: Authority cited: Health and Safety Code Section 13143, systems meeting the standards in Section 904.1.2 and approved by
1531.3, 1566.45, 1568.01, 1568.0832and 1569.72. Reference: Health e local fire authority shall be installed in:
and Safety Code Section 13133.
. New facilities, including additions.
ANFPA 13R or 13D system may be used in Group R-2.3.1 occu- o o . ]
pancies. Existing facilities to which a project adds the lesser of 5,000
square feet (465 m2) or 10 percent of the size of the existing facility,
904.2.11 [For SL] Public libraries. Public libraries funded if the existing facility does not already have a fire-extinguishing
from the California Library Construction and Renovation Act of system meeting Section 904.1.2 standards.
1988.

904.2.11.2 [For SL] Signaling system. Fire-extinguishing sys-

904.2.11.1 [For SL] Fire extinguishment. Fire-extinguishing tems installed in accordance with the preceding subsection shall
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2. Doors serving building equipment rooms that are not normally
occupied.

The following California sections replace the corresponding model code sec-
tion for applications specified by law for the Department of Housing and Com-
munity Development and the Division of the State Architect/Access
Compliance.

1003.3.1.6.1 [For DSA/AC] Thresholds.
NOTE: For accessibility requirements for thresholds in accessible
housing, see Chapter 11A, Section 1120A.2.4, and for public buildings,

public accommodations, commercial buildings and publicly funded
housing, see Chapter 11B, Section 1133B.2.4.1.

1003.3.1.6.2 [For HCD 1 w/exceptions 1,2 & 3] Level floor or
landing. There shall be a level and clear area on each side of an
exit door and 44 inches (1118 mm) where the door swings away
from the level and clear area. The level area shall have a length of
atleast 60 inches (1524 mm) in the direction of door swing as mea-
sured at right angles to the plane of the door in its closed position.
EXCEPTIONS: 1. In Group R, Division 3 Occupancies and within
individual units of Group R, Division 1 Occupancies, a door may open
on the top step of a flight of stairs or an exterior landing, provided the
door does not swing over the top step or exterior landing and the land-
ing is not more than 7'/5 inches (190 mm) below the floor level.
2. In Group R, Division 3 Occupancies, screen doors and storm
doors may swing over stairs or steps.
3. In Group R, Division 3 Occupancies and private garages and
sheds where a door opens over a landing, the landing shall have a
length equal to the width of the door.

1003.3.1.7 Landings at doors. Regardless of the occupant load
served, landings shall have a width not less than the width of the
door or the width of the stairway served, whichever is greater.
Doors in the fully open position shall not reduce a required dimen-
sion by more than 7 inches (178 mm). Where a landing serves an
occupant load of 50 or more, doors in any position shall not reduce
the landing dimension to less than one half its required width.
Landings shall have a length measured in the direction of travel of
not less than 44 inches (1118 mm).
EXCEPTION: In Group R, Division 3, and Group U Occupancies
and within individual units of Group R, Division 1 Occupancies, such
length need not exceed 36 inches (914 mm).

A landing that has no adjoining door shall comply with the
requirements of Section 1003.3.3.5.

1003.3.1.8 Type of lock or latch. Regardless of the occupant
load served, exit doors shall be openable from the inside without
the use of a key or any special knowledge or effort.

EXCEPTIONS: 1. In Groups A, Division 3; B; F; M and S Occu-
pancies and in all churches, key-locking hardware may be used on the
main exit where the main exit consists of a single door or pair of doors
where there is a readily visible, durable sign on or adjacent to the door
stating, “THIS DOOR MUST REMAIN UNLOCKED DURING
BUSINESS HOURS.” [For SFM] THIS DOOR TO REMAIN UN-
LOCKED WHENEVER THE BUILDING IS OCCUPIED. The sign
shall be in letters not less than 1 inch (25 mm) high on a contrasting
background. When unlocked, the single door or both leaves of a pair
of doors must be free to swing without operation of any latching device.
The use of this exception may be revoked by the building official [for
HCD 1 & HCD 2] enforcing agency for due cause.

2. Exit doors from individual dwelling units; [for SFM] buildings
orrooms; Group R, Division 3 congregate residences; and guest rooms
of Group R Occupancies having an occupant load of 10 or less may be
provided with a night latch, dead bolt or security chain, provided such
devices are openable from the inside without the use of a key or tool
[for SFM] or special knowledge or effort and mounted at a height not
to exceed 48 inches (1219 mm) above the finished floor.

3. [For SFM] Mental, penal or corrective institutions where su-
pervisory personnel are continually on duty and effective provisions
are made to remove occupants in case of fire or other emergency.

[For SEFM] Bars, grilles, grates or similar devices placed over
any required exit door shall be openable from the inside without
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the use of a key, tool, or any special knowledge or effort. Such
bars, grilles, grates or similar devices shall be equipped with an
approved release device for use by the fire department only on the
exterior side for the purpose of fire department emergency access,
when required by the authority having jurisdiction.

Manually operated edge- or surface-mounted flush bolts and
surface bolts or any other type of device that may be used to close
or restrain the door other than by operation of the locking device
shall not be used. Where exit doors are used in pairs and approved
automatic flush bolts are used, the door leaf having the automatic
flush bolts shall have no doorknob or surface-mounted hardware.
The unlatching of any leaf shall not require more than one opera-
tion.

EXCEPTIONS: 1. Group R, Division 3 Occupancies.

2. Where a pair of doors serving a room not normally occupied is
needed for the movement of equipment, manually operated edge- or
surface-mounted bolts may be used.

[For DSA/AC] NOTE: For accessibility requirements for type of
lock or latch in public buildings, public accommodations, commercial
buildings and publicly funded housing, see Chapter 11B, Section
1133B.2.1.

1003.3.1.8.1 [For SEFM] Type of Lock or Latch in Group R, Di-
vision 2 Occupancies. Group R, Division 2.1.1 and 2.2.1 Occu-
pancies shall not have a night latch, dead bolt, security chain or
any similar locking device installed on any interior door leading
fromthe client’s sleeping room to any interior area such as a corri-

dor, hallway and or general use areas of the residence.
NOTE: Authority cited: Health and Safety Code Sections 13143,
1531.3,1566.45,1568.01, 1568.0832 and 1569.72. Reference: Health

and Safety Code Section 13133.

1003.3.1.9 Panic hardware. Panic hardware, where installed,
shall comply with the requirements of UBC Standard 10-4. The
activating member shall be mounted at a height of not less than
30 inches (762 mm) nor more than 44 inches (1118 mm) above the
floor. The unlatching force shall not exceed 15 pounds (66.72 N)
when applied in the direction of travel.

Where pivoted or balanced doors are used and panic hardware is
required, panic hardware shall be of the push-pad type and the pad
shall not extend across more than one half of the width of the door
measured from the latch side.

[For SFM] Other types of hand-activated door-opening hard-
ware shall be centered between 30 inches (762 mm) and 44 inches
(1118 mm) above the floor.

1003.3.1.10 Special egress-control devices. When approved by
the building official, exit doors in Group B; Group F; Group I, Di-
visions [for SFM] 1 and 2; Group M; Group R, Division 1 congre-
gate residences serving as group-care facilities and [for SFM]
Division 2 facilities licensed as a Residential Care for the Elderly
(RCFE) housing clients with Alzheimer’s disease and other forms
of dementia; residential facilities licensed as an adult residential-
care facility, group home, small family home, foster family home
or a family home certified by a foster family agency and Group S
Occupancies may be equipped with approved listed special
egress-control devices of the time-delay type, provided the build-
ing is protected throughout by an approved automatic sprinkler
system and an approved automatic smoke-detection system [for
SFM] in accordance with the California Fire Code. Such devices
shall conform to all the following:

1. The egress-control device shall automatically deactivate
upon activation of either the sprinkler system or the smoke-detec-
tion system.

2. The egress-control device shall automatically deactivate
upon loss of electrical power to any one of the following:

2.1 The egress-control device itself.

2.2 The smoke-detection system.

2.3 Means of egress illumination as required by Section
1003.2.9.
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3. The egress-control device shall be capable of being deacti-
vated by a signal from a switch located in an approved location.

4. An irreversible process that will deactivate the egress-con-
trol device shall be initiated whenever a manual force of not more
than 15 pounds (66.72 N) is applied for two seconds to the panic
bar or other door-latching hardware. The egress-control device
shall deactivate within an approved time period not to exceed a
total of 15 seconds. The time delay established for each egress-
control device shall not be field adjustable.

5. Actuation of the panic bar or other door-latching hardware
shall activate an audible signal at the door.

6. The unlatching shall not require more than one operation.

A sign shall be provided on the door located above and within
12 inches (305 mm) of the panic bar or other door-latching hard-
ware reading:

“KEEP PUSHING. THIS DOOR WILL OPEN IN
SECONDS. ALARM WILL SOUND”

Sign lettering shall be atleast 1 inch (25 mm) in height and shall
have a stroke of not less than !/g inch (3.2 mm).

Regardless of the means of deactivation, relocking of the
egress-control device shall be by manual means only at the door.

[For SFM & DSA/AC] A tactile sign shall also be provided in
Braille and raised characters, which complies with Section
1117B.5.1-B.

1003.3.1.11 Safety glazing identification. Regardless of the
occupant load served, glass doors shall conform to the require-
ments specified in Section 2406.

1003.3.2 Gates.

1003.3.2.1 General. Gates serving a means of egress system
shall comply with the requirements of Section 1003.3.2.

1003.3.2.2 Detailed requirements. Gates used as a component
in a means of egress system shall conform to the applicable
requirements of Section 1003.3.1.

EXCEPTION: Gates surrounding stadiums may be of the horizon-
tal sliding orswinging type and may exceed the 4-foot (1219 mm) max-
imum leaf width limitation.

1003.3.3 Stairways.

1003.3.3.1 General. Every stairway having two or more risers
serving any building or portion thereof shall comply with the
requirements of Section 1003.3.3. For the purposes of Section
1003.3.3, the term “stairway” shall include stairs, landings, hand-
rails and guardrails as applicable. Where aisles in assembly rooms
have steps, they shall comply with the requirements in Section
1004.3.2.
EXCEPTION: Stairs or ladders used only to attend equipment or
window wells are exempt from the requirements of this section.
For the purpose of this chapter, the term “step” shall mean those
portions of the means of egress achieving a change in elevation by
means of a single riser. Individual steps shall comply with the
detailed requirements of this chapter that specify applicability to
steps.

1003.3.3.2 Width. The width of stairways shall be determined as
specified in Section 1003.2.3, but such width shall not be less than
44 inches (1118 mm), except as specified herein and in Chapter 11.
Stairways serving an occupant load less than 50 shall not be less
than 36 inches (914 mm) in width. [For SFM] Stairways serving
areas occupied by bed or litter patients in Group I, Division 1.1
Occupancies shall have a clear width of not less than 44 inches
(1118 mm). There shall be no projections into the clear width to a
height of 80 inches (2032 mm) above the walking surface.
Handrails may project into the required width a distance of
31/, inches (89 mm) from each side of a stairway. Stringers and
other projections such as trim and similar decorative features may
project into the required width 1!/ inches (38 mm) from each side.

1-110

2001 CALIFORNIA BUILDING CODE

1003.3.3.3 Rise and run. The rise of steps and stairs shall not be
less than 4 inches (102 mm) nor more than 7 inches (178 mm). The
greatest riser height within any flight of stairs shall not exceed the
smallest by more than /g inch (9.5 mm). Except as permitted in
Sections 1003.3.3.8.1, 1003.3.3.8.2 and 1003.3.3.8.3, the run
shall not be less than 11 inches (279 mm) as measured horizontally
between the vertical planes of the furthermost projection of adja-
cent treads or nosings. Stair treads shall be of uniform size and
shape, except the largest tread run within any flight of stairs shall
not exceed the smallest by more than 3/g inch (9.5 mm).
EXCEPTIONS: 1. Private steps and stairways serving an occupant
load of less than 10 and stairways to unoccupied roofs may be
constructed with an 8-inch-maximum (203 mm) rise and a 9-inch-
minimum (229 mm) run.

2. Where the bottom or top riser adjoins a sloping public way, walk
or driveway having an established grade (other than natural earth) and
serving as a landing, the bottom or top riser may be reduced along the
slope to less than 4 inches (102 mm) in height with the variation in
height of the bottom or top riser not to exceed 1 unit vertical in 12 units
horizontal (8.3% slope) of stairway width.

1003.3.3.4 Headroom. Every stairway shall have a headroom
clearance of not less than 6 feet 8 inches (2032 mm). Such clear-
ances shall be measured vertically from a plane parallel and tan-
gent to the stairway tread nosings to the soffit or other construction
above at all points.

1003.3.3.5 Landings. There shallbe a floor ora landing at the top
and bottom of each stairway or stair run. Every landing shall have
a dimension measured in the direction of travel not less than the
width of the stairway. Such dimension need not exceed 44 inches
(1118 mm) where the stair has a straight run. At least one inter-
mediate landing shall be provided for each 12 feet (3658 mm) of
vertical stairway rise measured between the horizontal planes of
adjacent landings. Landings shall be level except that exterior
landings may have a slope not to exceed !/4 unit vertical in 12 units
horizontal (2% slope). For landings with adjoining doors, see Sec-
tion 1003.3.1.7.
EXCEPTIONS: 1. In Group R, Division 3, and Group U Occupan-
cies and within individual units of Group R, Division 1 Occupancies,
such length need not exceed 36 inches (914 mm) where the stair has a
straight run.

2. Stairs serving an unoccupied roof are exempt from these require-
ments.

1003.3.3.6 Handrails. Stairways shall have handrails on each
side, and every stairway required to be more than 88 inches (2235
mm) in width shall be provided with not less than one intermediate
handrail for each 88 inches (2235 mm) of required width. Inter-
mediate handrails shall be spaced approximately equally across
with the entire width of the stairway.

EXCEPTIONS: 1. Stairways less than 44 inches (1118 mm) in
width or stairways serving one individual dwelling unit in Group R,
Division 1 or 3 Occupancy or a Group R, Division 3 congregate resi-
dence may have one handrail.

2. Private stairways 30 inches (762 mm) or less in height may have
a handrail on one side only.

3. Stairways having less than four risers and serving one individual
dwelling unitin Group R, Division 1 or3, ora Group R, Division 3 con-
gregate residence or Group U Occupancies need not have handrails.

The top of handrails and handrail extensions shall not be placed
less than 34 inches (864 mm) nor more than 38 inches (965 mm)
above landings and the nosing of treads. Handrails shall be contin-
uous the full length of the stairs and at least one handrail shall
extend in the direction of the stair run not less than 12 inches (305
mm) beyond the top riser nor less than 12 inches (305 mm) beyond
the bottom riser. Ends shall be returned or shall have rounded ter-
minations or bends.

EXCEPTIONS: 1. Private stairways do not require handrail exten-
sions.
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Section 470A.2.3 — In item 7, revise “water closet” to “toilet”.
Section 470A.2.6 — In item 4, revise “water closet” to “toilet”.
Section 470A.2.7 — In item 4, revise “water closet” to “toilet”.
Section 470A.2.8 — In item 3, revise “water closets” to “toilets”.

Section 470A.2.9 —In item 1, after the word “inmate” add ;” and
delete the words “exclusive of circulation corridors of 3 feet (914
mm) in width in front of cells/rooms;”; and in item 3 revise “water
closets” to “toilets™.

Section 470A.2.10 — Insert a new paragraph 3 to read “The exer-
cise area must contain or provide free access to a toilet, wash ba-
sin, and drinking fountain as provided in Section 470A.3.”

Section 470A.2.12 — revise the first sentence to read “There must
be a minimum of one suitably equipped medical examination
room in every facility which provides on-site health care.” ; add
items “4. Provide lockable storage for medical supplies.” and “S.
Any room where medical procedures are provided must be
equipped with hot and cold running water.”

Section 470A.2.15 — Delete heading and the entire section.
Section 470A.2.22 — Delete the last sentence.

Section 470A.2.25 — Revise to read “There must be a minimum of
one suitably furnished interview room for confidential interviews
in every facility which provides on-site health care. The interview
room shall be designed in consultation with responsible custody
staff and health care staff. Such an interview room shall:”

Section A3.1 — Revise the title to read ““Toilets/urinals.”; delete
the section language and its exception inserting 6 new items and a
Note.

Section 470A.3.2 — Revise the first “Wash Basins.” To a bold
title; omit the balance of the language and exception; insert 7 new
items.

Section 470A.3.3 — Revise the first sentence to read “... single-oc-
cupancy cell, double occupancy cell, dormitory, temporary hold-
ing cell, temporary staging cell, and sobering cell and be
accessible to the occupants of dayrooms and exercise areas.”; re-
vise item 1 to replace both locations of “water outlet” with “drink-
ing fountain bubbler”; delete item 2; renumber item 3 as item 2.

Section 470A.3.4 —add “NOTE: Shower areas shall provide mod-
esty for inmates with staff being able to visually supervise.”.

Section 470A.3.5—1In all locations revise “beds/bunks” to “beds”.

Section 470A.3.9 — in the title delete “/shelves/clothes hooks”;
and delete all but the first sentence.

Section 470A3.10 — Replace the first sentence with “In temporary
holding and temporary staging cells, seating must be securely
fixed to the floor and/or wall.”

9. January 2, 2003 Supplement approved by the California
Building Standards Commission on January 31, 2001, Filed with
the Secretary of State on February 2, 2001, published January 1,
2003, and effective 180 days after publication — July 1, 2003:

Section 460A.1.7 —In item 3, revise “... a maximum of 144 ...” to
read “... a minimum of 144 ...”.

Section 460A.1.8 —In item 3, revise “... a maximum of 144 ...” to
read “... a minimum of 144 ...”.

Section 460A.1.11 — Replace item 1. language.

Section 460A.1.11 —Initem 1.1, revise “... one half ...” to read ...
one quarter ...”.

Section 460A.1.11 — Revise item 1.2 to read “The required recre-
ation area shall contain no single dimension less than 40 feet.”
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Section 460A.1.12 — Revise to read “Academic Classrooms.
There shall be dedicated academic classroom space for every ju-
venile in every facility. The primary purpose for the academic
classroom shall be for education. Each academic classroom shall
contain ...”; and, add the NOTE words as the last sentence of this
section.

Section 460A.1.14 — delete the “and,” for the end of item 4; and,
delete the “.” and add «; and,” to the end of item 5; and, insert a new
item “6. Smooth, non porous, washable surfaces.”

Section 460A.2.1 — Revise the NOTE of item 3 to read “... provide
modesty for ...”.

Section 460A.2.3 — insert new items 1. and 2.

Section 460A.2.5 — Delete the last “.” And add new language “...
measured from any side of the bed. Beds placed ....”.

Section 470A.1 — Under Living Areas, revise “... as detoxifica-
tion safety ...” to read “... as sobering safety ...”.

Section 470A.2.1 — In item 3., revise “A detoxification cell ...” to
read “A sobering cell ...”; and, at the end, add “For those facilities
that accept male and female intoxicated inmates, two sobering
cells shall be provided.”

Section 470A.2.1 — Revise item 4. to read “Access to a shower
within the secure portion of the facility.”

Section 470A.2.1 — Add a new item “8. Unobstructed access to hot
and cold running water for staff use.”

Section 470A.2.4 — Revise it to read “Sobering cell. A sobering
cell shall:”; and, add a new item “8. Have accessible a shower in
the secure portion of the facility.”

Section 470A.2.5—1Initem 1 revise the second line to read “... with
no one floor dimension being less than 6 feet ...”; and, add a new
item “8. any wall or ceiling mounted devices must be inaccessible
to the inmate occupant.”

Section 470A.2.8 — In item 1 revise the second line to read “...
single-bed unit; a minimum of 70 square ...”; and, revise the third
line to read “... double-bed unit; and a minimum of 90 square feet
for a triple-bed unit and have a minimum ...”.

Section 470A.2.9 — At the end of item 2. delete the “.” And add the
words “allowed access at a given time;”

Section 470A.2.14 — Add a new second paragraph to read “If neg-
ative pressure isolation rooms are being planned, they shall be de-
signed to recognized industry standards.”

Section 470A.2.16 — Revise the language in the third to the end of
the section to read “... to purchase items. When commissary sup-
plies are kept within the security perimeter for a facility, an area
shall be provided for the secure storage of the stock for such in-
mate canteen items.”

Section 470A.2.20 — Revise the second line to read “... janitor’s
closet, with sufficient area ...””; and, revise the third line to read ...
cleaning implements and supplies, must be ...”; and revise the
fourth line to read “... of the facility. A mop sink shall also be avail-

able within the security area of the facility. In court holding, ...”

Section 470A.3.5 — Revise the first line to read “... must be ele-
vated off the floor, have a solid bottom, and a sleeping surface of at
least ...”; and in the second and third lines, end the sentence at
“long.” delete the worOds “and be of the pan-bottom type or
constructed of concrete.”

Section 470A.3.8 — Revise “In detoxification cells ...” to read “In
sobering cells ...”.

10. (OSHPD EF 01/02) Amend Chapters 4 and 10 of Part 2,
Title 24. Approved as emergency by the California Building Stan-
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dards Commission on January 15, 2003 and filed with the Secre-
tary of State on January 16, 2003. Effective January 16, 2003.

11. Errata February 1, 2003:

Page 1-30: In Division 6 Occupancies, add reference to Appendix
Chapter 3A.

Page 1-116, In Section 1004.3.4.3, insert [For SFM] and revise
“...or more in Group E shall . ..” to “or more; and Group E
shall . . .”

Page 1-134.82: In Figure 11B-18A, revise both parking stall
widths to 9'-0" and the crosshatched divider to 5'-0".

Page 1-134.83: In both Figures 11B-18B and 11B-18C, revise
parking stall width to 9'-0".

12. (SFMEF 01/03) Emergency adoption/approval of SB 1896
Bedridden Clients in Residential Care Occupancies: CCR, Title
24, Part 2, Vol. 1. Approved by the California Building Standards
Commission on May 14,2003 and filed with the Secretary of State
of May 15, 2003. Effective May 15, 2003.

13. (SFM EF 06/03) Emergency re-adoption/re-approval of
SB 1896 Bedridden Clients in Residential Care Occupancies;
CCR, Title 24, Part 2, Vol. 1. Reapproved by the California Build-
ing Standards Commission on July 16, 2003 and filed with the
Secretary of State on September 10, 2003. Effective September
10, 2003.
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